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**************************************************************************
NOTE:   Thi s gui de speci f i cat i on cover s t he 
r equi r ement s f or  l i ght ni ng pr ot ect i on syst ems f or  
non- or dnance f aci l i t i es.  Modi f y t hi s gui de 
speci f i cat i on as needed t o addr ess uni que 
r equi r ement s f or  or dnance- r el at ed f aci l i t i es.  Fol l ow 
r equi r ement s i n UFC 3- 575- 01,  " Li ght ni ng and St at i c 
El ect r i c i t y Pr ot ect i on Syst ems"  and cont act  t he 
ser vi ce- speci f i c  or dnance or gani zat i on f or  gui dance.

Adher e t o UFC 1-300-02  Uni f i ed Faci l i t i es Gui de 
Speci f i cat i ons ( UFGS)  For mat  St andar d when edi t i ng 
t hi s gui de speci f i cat i on or  pr epar i ng new pr oj ect  
speci f i cat i on sect i ons.   Edi t  t hi s gui de 
speci f i cat i on f or  pr oj ect  speci f i c  r equi r ement s by 
addi ng,  del et i ng,  or  r evi s i ng t ext .   For  br acket ed 
i t ems,  choose appl i cabl e i t em( s)  or  i nser t  
appr opr i at e i nf or mat i on.

Remove i nf or mat i on and r equi r ement s not  r equi r ed i n 
r espect i ve pr oj ect ,  whet her  or  not  br acket s ar e 
present.

Comment s,  suggest i ons and r ecommended changes f or  
t hi s gui de speci f i cat i on ar e wel come and shoul d be 
submi t t ed as a Criteria Change Request (CCR) .

**************************************************************************

**************************************************************************
NOTE:   Show t he f ol l owi ng i nf or mat i on on t he pr oj ect  
drawings:

1.   Locat i on and hei ght  of  ai r  t er mi nal s.

2.   Locat i on of  down conduct or s,  i ncl udi ng l ocat i ons 
wher e down conduct or s ar e subj ect  t o physi cal  damage 
and r equi r e addi t i onal  pr ot ect i on.

3.   Locat i on of  gr ound r ods.

4.   Locat i on of  gr ound r i ng el ect r odes or  al t er nat e 
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met hods f or  gr oundi ng el ect r odes ( i f  any) .

5.   Locat i on of  t est  wel l s.

6.   Fence and gat e bondi ng det ai l s.  

7.   For  addi t i ons t o l i ght ni ng pr ot ect i on syst ems on 
exi st i ng f aci l i t i es,  show l ocat i ons of  t i e- i n poi nt s.

**************************************************************************

PART 1   GENERAL

1.1   REFERENCES

**************************************************************************
NOTE:   Thi s par agr aph i s used t o l i s t  t he 
publ i cat i ons c i t ed i n t he t ext  of  t he gui de 
speci f i cat i on.  The publ i cat i ons ar e r ef er r ed t o i n 
t he t ext  by basi c desi gnat i on onl y and l i s t ed i n 
t hi s par agr aph by or gani zat i on,  desi gnat i on,  dat e,  
and t i t l e.
 
Use t he Ref er ence Wi zar d' s Check Ref er ence f eat ur e 
when you add a Ref er ence I dent i f i er  ( RI D)  out si de of  
t he Sect i on' s Ref er ence Ar t i c l e t o aut omat i cal l y 
pl ace t he r ef er ence i n t he Ref er ence Ar t i c l e.   Al so 
use t he Ref er ence Wi zar d' s Check Ref er ence f eat ur e 
t o updat e t he i ssue dat es.
 
Ref er ences not  used i n t he t ext  wi l l  aut omat i cal l y 
be del et ed f r om t hi s sect i on of  t he pr oj ect  
speci f i cat i on when you choose t o r econci l e 
r ef er ences i n t he publ i sh pr i nt  pr ocess.

**************************************************************************

The publications listed below form a part of this specification to the 
extent referenced.  The publications are referred to within the text by 
the basic designation only.

INSTITUTE OF ELECTRICAL AND ELECTRONICS ENGINEERS (IEEE)

IEEE 81 (2012) Guide for Measuring Earth 
Resistivity, Ground Impedance, and Earth 
Surface Potentials of a Ground System

NATIONAL FIRE PROTECTION ASSOCIATION (NFPA)

NFPA 70 (2019; TIA 19-1; TIA 19-2; TIA 19-3; TIA 
19-4; ERTA 1 2019) National Electrical Code

NFPA 780 (2017) Standard for the Installation of 
Lightning Protection Systems

U.S. AIR FORCE (USAF)

AFI 32-1065 (2017) Grounding Systems
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UNDERWRITERS LABORATORIES (UL)

UL 96 (2016a) UL Standard for Safety Lightning 
Protection Components

UL 467 (2013; Reprint Jun 2017) UL Standard for 
Safety Grounding and Bonding Equipment

UL Electrical Construction (2012) Electrical Construction Equipment 
Directory

1.2   RELATED REQUIREMENTS

1.2.1   Verification of Dimensions

Confirm all details of work, verify all dimensions in field, and advise 
Contracting Officer of any discrepancy before performing work.  Obtain 
prior approval of Contracting Officer before making any departures from 
the design.

1.2.2   System Requirements

**************************************************************************
NOTE:   Thi s speci f i cat i on i s based on compl i ance 
wi t h NFPA 780 as speci f i ed i n UFC 3- 575- 01,  
" Li ght ni ng and St at i c El ect r i c i t y Pr ot ect i on 
Syst ems" .   

NFPA 780 r equi r es sur ge pr ot ect i ve devi ces ( SPDs)  at  
al l  ser vi ce ent r ances as par t  of  a l i ght ni ng 
pr ot ect i on syst em.   I ncl ude Sect i on 26 20 00 
I NTERI OR DI STRI BUTI ON SYSTEM t o speci f y SPD 
requirements.

**************************************************************************

Provide a system furnished under this specification consisting of the 
latest UL Listed products of a manufacturer regularly engaged in 
production of lightning protection system components.  Comply with NFPA 70 , 
NFPA 780 , and UL 96 .

1.2.3   Lightning Protection System Installers Documentation

Provide documentation showing that the installer is certified with a 
commercial third-party inspection company whose sole work is lightning 
protection, or is a UL Listed Lightning Protection Installer.  In either 
case, the documentation must show that they have completed and passed the 
requirements for certification or listing, and have a minimum of 2 years 
documented experience installing lightning protection systems for DoD 
projects of similar scope and complexity.

1.3   SUBMITTALS

**************************************************************************
NOTE:   Revi ew Submi t t al  Descr i pt i on ( SD)  def i ni t i ons 
i n Sect i on 01 33 00 SUBMI TTAL PROCEDURES and edi t  
t he f ol l owi ng l i s t  t o r ef l ect  onl y t he submi t t al s 
r equi r ed f or  t he pr oj ect .

The Gui de Speci f i cat i on t echni cal  edi t or s have 
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desi gnat ed t hose i t ems t hat  r equi r e Gover nment  
appr oval ,  due t o t hei r  compl exi t y or  cr i t i cal i t y,  
wi t h a " G. "   Gener al l y,  ot her  submi t t al  i t ems can be 
r evi ewed by t he Cont r act or ' s Qual i t y Cont r ol  
Syst em.   Onl y add a " G"  t o an i t em,  i f  t he submi t t al  
i s  suf f i c i ent l y i mpor t ant  or  compl ex i n cont ext  of  
t he pr oj ect .

For  submi t t al s r equi r i ng Gover nment  appr oval  on Ar my 
pr oj ect s,  a code of  up t o t hr ee char act er s wi t hi n 
t he submi t t al  t ags may be used f ol l owi ng t he " G"  
desi gnat i on t o i ndi cat e t he appr ovi ng aut hor i t y.   
Codes f or  Ar my pr oj ect s usi ng t he Resi dent  
Management  Syst em ( RMS)  ar e:   " AE"  f or  
Ar chi t ect - Engi neer ;  " DO"  f or  Di st r i ct  Of f i ce 
( Engi neer i ng Di v i s i on or  ot her  or gani zat i on i n t he 
Di st r i ct  Of f i ce) ;  " AO"  f or  Ar ea Of f i ce;  " RO"  f or  
Resi dent  Of f i ce;  and " PO"  f or  Pr oj ect  Of f i ce.   Codes 
f ol l owi ng t he " G"  t ypi cal l y ar e not  used f or  Navy,  
Ai r  For ce,  and NASA pr oj ect s.

The " S"  f ol l owi ng a submi t t al  i t em i ndi cat es t hat  
t he submi t t al  i s  r equi r ed f or  t he Sust ai nabi l i t y  
eNot ebook t o f ul f i l l  f eder al l y mandat ed sust ai nabl e 
r equi r ement s i n accor dance wi t h Sect i on 01 33 29 
SUSTAI NABI LI TY REPORTI NG.   Locat e t he " S"  submi t t al  
under  t he SD number  t hat  best  descr i bes t he 
submi t t al  i t em.

Choose t he f i r st  br acket ed i t em f or  Navy,  Ai r  For ce 
and NASA pr oj ect s,  or  choose t he second br acket ed 
i t em f or  Ar my pr oj ect s.

**************************************************************************

Government approval is required for submittals with a "G" designation; 
submittals not having a "G" designation are [for Contractor Quality 
Control approval.][for information only].  When used, a designation 
following the "G" designation identifies the office that will review the 
submittal for the Government.  Submittals with an "S" are for inclusion in 
the Sustainability eNotebook, in conformance to Section 01 33 29  
SUSTAINABILITY REPORTING.  Submit the following in accordance with Section 
01 33 00  SUBMITTAL PROCEDURES:

**************************************************************************
NOTE:   Modi f y submi t t al s par agr aphs t o ensur e t hat  
an appr opr i at e submi t t al  i s  r equi r ed f or  each i t em 
i n t he pr oj ect .

**************************************************************************

**************************************************************************
NOTE:   For  t he Ai r  For ce,  modi f y Di v i s i on 1 
par agr aphs t o r equi r e submi ssi on of  l i ght ni ng 
pr ot ect i on shop dr awi ngs,  t est  r epor t s and 
cer t i f i cat es t o t he Base Ci vi l  Engi neer  and t o t he 
Desi gner  of  Recor d v i a t he Cont r act i ng Of f i cer  f or  
appr oval .   The Base Ci vi l  Engi neer  r et ai ns f i nal  
s i t e appr oval  aut hor i t y.

**************************************************************************
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SD-02 Shop Drawings

Overall lightning protection system ; G[, [_____]]

Each major component ; G[, [_____]]

SD-06 Test Reports

Lightning Protection and Grounding System Test Plan ; G[, [_____]]

Lightning Protection and Grounding System Test ; G[, [_____]]

SD-07 Certificates

Lightning Protection System Installers Documentation ; G[, [_____]]

Component UL Listed and Labeled ; G[, [_____]]

Lightning protection system inspection certificate ; G[, [_____]]

Roof manufacturer's warranty ; G[, [_____]]

1.4   QUALITY ASSURANCE

In each standard referred to herein, consider the advisory provisions to 
be mandatory, as though the word "shall" or "must" has been substituted 
for "should" wherever it appears.  Interpret references in these standards 
to "authority having jurisdiction," or words of similar meaning, to mean 
Contracting Officer.

1.4.1   Installation Drawings

1.4.1.1   Overall System Drawing

Submit installation shop drawing for the overall lightning protection 
system .  Include on the drawings the physical layout of the equipment 
(plan view and elevations), mounting details, relationship to other parts 
of the work, and wiring diagrams.

1.4.1.2   Major Components

Submit detail drawings for each major component  including manufacturer's 
descriptive and technical literature, catalog cuts, and installation 
instructions.

1.4.2   Component UL Listed and Labeled

Submit proof of compliance that components are UL Listed and Labeled.  
Listing alone in UL Electrical Construction , which is the UL Electrical 
Construction Directory, is not acceptable evidence.  In lieu of Listed and 
Labeled, submit written certificate from an approved, nationally 
recognized testing organization equipped to perform such services, stating 
that items have been tested and conform to requirements and testing 
methods of Underwriters Laboratories.

1.4.3   Lightning Protection and Grounding System Test Plan

Provide a lightning protection and grounding system test plan.  Detail 
both the visual inspection and electrical testing of the  system and 
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components in the test plan.  Identify (number) the  system test 
points/locations along with a listing or description of the item to be 
tested and the type of test to be conducted.  As a minimum, include a 
sketch of the facility and surrounding lightning protection system as part 
of the specific test plan for each structure.  Include the requirements 
specified in paragraph, "Testing of Integral Lightning Protection System" 
in the test plan.

[ 1.4.4   Lightning Protection System Inspection Certificate

**************************************************************************
NOTE:   Sel ect  t he f i r st  br acket ed opt i on  f or  Ar my 
and Navy f aci l i t i es.      

Sel ect  second br acket ed opt i on f or  Ai r  For ce 
facilities.

**************************************************************************

[ Provide certification from a commercial third-party inspection company 
whose sole work is lightning protection, stating that the lightning 
protection system complies with NFPA 780 .  Third party inspection company 
cannot be the system installer or the system designer.  Alternatively, 
provide a UL Lightning Protection Inspection Master Label Certificate for 
each facility indicating compliance to NFPA 780 .

][ Provide certification from a commercial third-party inspection company 
whose sole work is lightning protection, stating that the lightning 
protection system complies with NFPA 780  and AFI 32-1065 .  Third party 
inspection company cannot be the system installer or the system designer. 
Alternatively, provide a UL Lightning Protection Inspection Master Label 
Certificate for each facility indicating compliance to NFPA 780  and 
AFI 32-1065 . In either case,  AFI 32-1065  takes precedence over NFPA 780 , 
whether or not it is more stringent.  

] Inspection must cover every connection, air terminal, conductor, fastener, 
accessible grounding point and other components of the lightning 
protection system to ensure 100% system compliance.  This includes 
witnessing the tests for the resistance measurements for ground rods with 
test wells, and for continuity measurements for bonds.  It also includes 
verification of proper surge protective devices for power, data and 
telecommunication systems.  Random sampling or partial inspection of a 
facility is not acceptable.

] 1.5   SITE CONDITIONS

Confirm all details of work, verify all dimensions in field, and advise 
Contracting Officer of any discrepancy before performing work.  Obtain 
prior approval of Contracting Officer before changing the design.

PART 2   PRODUCTS

2.1   MATERIALS

Do not use a combination of materials that forms an electrolytic couple of 
such nature that corrosion is accelerated in the presence of moisture 
unless moisture is permanently excluded from the junction of such metals.  
Where unusual conditions exist which would cause corrosion of conductors, 
provide conductors with protective coatings, such as tin or lead, or 
oversize conductors.  Where a mechanical hazard is involved, increase 
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conductor size to compensate for the hazard or protect conductors.  When 
metallic conduit or tubing is provided, electrically bond conductor to 
conduit or tubing at the upper and lower ends by clamp type connectors or 
welds (including exothermic).  All lightning protection components, such 
as bonding plates, air terminals, air terminal supports and braces, 
chimney bands, clips, connector fittings, and fasteners are to comply with 
the requirements of UL 96  classes as applicable.

2.1.1   Main and Bonding Conductors

**************************************************************************
NOTE:   NFPA 780 -  Cl ass I  ar e or di nar y bui l di ng 23m  
75 f t  or  l ess i n hei ght  and Cl ass I I  ar e or di nar y 
bui l di ngs over  23m  75 f t  i n hei ght .

**************************************************************************

NFPA 780  and UL 96  Class I, Class II, or Class II modified materials as 
applicable.

[ 2.1.2   Copper Only

**************************************************************************
NOTE:   I ncl ude t he opt i onal  copper  r equi r ement  onl y 
i f  est abl i shed by t echni cal  r equi r ement s of  t he 
pr oj ect .   Ot her wi se,  code r equi r ement s wi l l  di ct at e 
wher e copper  and al umi num can be used.  

**************************************************************************

Provide copper conductors, except where aluminum conductors are required 
for connection to aluminum equipment.

] 2.2   COMPONENTS

2.2.1   Air Terminals

Provide solid air terminals with a blunt tip. Tubular air terminals are 
not permitted.  Support air terminals more than  600 mm  24 inches  in length 
by suitable brace, supported at not less than one-half the height of the 
terminal.

2.2.2   Ground Rods

**************************************************************************
NOTE:   The desi gner  wi l l  det er mi ne t he t ype and 
number  of  gr ound r ods t o be used based on l ocal  
condi t i ons and ear t h r esi st i v i t y dat a.  NFPA 780 
al l ows copper - c l ad st eel ,  sol i d copper ,  or  st ai nl ess 
st eel  gr ound r ods f or  mul t i pl e gr ound r od 
appl i cat i ons.   

Speci f y copper  c l ad st eel  r ods f or  nor mal  
condi t i ons.   The use of  ot her  mat er i al s such as 
gal vani zed coat ed st eel  wi l l  r equi r e wr i t t en 
aut hor i zat i on i n accor dance wi t h t he MI L- STD- 3007F,  
Par agr aph 5. 1. 7,  " Wai ver s and Exempt i ons" .

I n hi gh r esi st i v i t y soi l s,  3000 mm 10 f oot  sect i onal  
r ods may be used t o obt ai n t he r equi r ed r esi st ance 
t o gr ound;  however ,  wher e r ock i s encount er ed,  
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addi t i onal  r ods,  a gr ound r i ng el ect r ode,  or  gr ound 
gr i d may be necessar y.  Coor di nat e and st andar di ze 
r od sel ect i on f or  i ndi v i dual  f aci l i t i es wi t h ot her  
speci f i cat i on sect i ons.

**************************************************************************

Provide [ground rods made of [copper-clad steel] [solid copper] conforming 
to conform to UL 467 .]  Provide ground rods that are not less than  20 mm  
3/4 inch  in diameter and  3000 mm  10 feet  in length.  Do not mix ground 
rods of copper-clad steel or solid copper on the job.

[ 2.2.3   Grounding Plates

**************************************************************************
NOTE:   The use of  gr oundi ng pl at es i s an al l owed 
al t er nat i ve t o gr ound r ods i n ar eas wher e excessi ve 
r ock and sur f ace l edge i s encount er ed.

**************************************************************************

Provide grounding plates made of [copper-clad steel][iron][stainless 
steel] [solid copper] conforming to UL 96 .

] 2.2.4   Connections and Terminations

Provide connectors for splicing conductors that conform to UL 96 , class as 
applicable.  Conductor connections can be made by clamps or welds 
(including exothermic).  Provide style and size connectors required for 
the installation.  

2.2.5   Connector Fittings

Provide connector fittings for "end-to-end", "Tee", or "Y" splices that 
conform to NFPA 780  and UL 96 .

PART 3   EXECUTION

3.1   INTEGRAL SYSTEM

**************************************************************************
NOTE:   Thi s speci f i cat i on i s based on compl i ance 
wi t h NFPA 780 as speci f i ed i n UFC 3- 575- 01,  
" Li ght ni ng and St at i c El ect r i c i t y Pr ot ect i on 
Systems". 

I ncl ude br acket ed opt i on i n f i r st  sent ence f or  
t i e- i ns t o exi st i ng l i ght ni ng pr ot ect i on syst ems.   
I ncl ude second br acket ed opt i on i f  gr ound r i ng 
el ect r odes ar e r equi r ed.   I ncl ude addi t i onal  
br acket ed opt i ons as appr opr i at e f or  t he l i ght ni ng 
pr ot ect i on syst em desi gn.   

**************************************************************************

Provide a lightning protection system that meets the requirements of 
NFPA 780 [, including tie-ins to existing lightning protection systems].  
Lightning protection system consists of air terminals, roof conductors, 
down conductors, ground connections, [and] grounding electrodes[ and 
ground ring electrode conductor].  [Expose conductors on the structures 
except where conductors are required to be in protective sleeves.]  Bond 
secondary conductors with grounded metallic parts within the building.  
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Make interconnections within side-flash distances at or below the level of 
the grounded metallic parts.

3.1.1   Roof-Mounted Components

Coordinate with the roofing manufacturer and provide certification that 
the roof manufacturer's warranty  is not violated by the installation 
methods for air terminals and roof conductors.

  
3.1.1.1   Air Terminals

**************************************************************************
NOTE:   Sel ect  br acket ed opt i ons based on r oof  t ype 
and l ocat i on.

**************************************************************************

[Use adhesive shoes with adhesive approved by the roof manufacturer when 
installing air terminals on "rubber" (EPDM) type roofs.]  [In areas of 
snow or constant wind, ensure that a section of roofing material (minimum 
dimensional area of  92,900 square mm  1 square foot ) is first glued to the 
roof and then the air terminal is glued to it unless the roof manufacturer 
recommends another solution.]  [Use a standing seam base for installation 
of air terminals on a standing seam metal roof that does not produce any 
roof penetrations.]

3.1.1.2   Roof Conductors

**************************************************************************
NOTE:  Sel ect  br acket ed opt i ons based on r oof  t ype 
and l ocat i on.  Del et e t he l ast  br acket ed opt i on f or  
conceal i ng r oof  conduct or s f or  Ai r  For ce and Navy 
projects.

**************************************************************************

[Use adhesive shoes with adhesive approved by the roof manufacturer when 
installing roof conductors on "rubber" (EPDM) type roofs.]  [Use a 
standing seam base for installation of roof conductors on a standing seam 
metal roof that does not produce any roof penetrations.]  [Roof conductors 
are to be concealed within the ceiling cavities as much as practicable.]

3.1.2   Down Conductors

**************************************************************************
NOTE:   Sel ect  br acket ed opt i on i f  down conduct or s 
ar e t o be conceal ed.   Del et e t he br acket ed opt i on 
f or  Ai r  For ce and Navy pr oj ect s.

**************************************************************************

Protect exposed down conductors from physical damage as required by 
NFPA 780 .  Use Schedule 80 PVC to protect down conductors.  Paint the 
Schedule 80 PVC to match the surrounding surface with paint that is 
approved for use on PVC.  [Down conductors are to be concealed within the 
wall cavities.]

3.1.3   Ground Connections

Attach each down conductor [and ground ring electrode] to ground rods by 
welding (including exothermic), brazing, or compression.  All connections 
to ground rods below ground level must be by exothermic weld connection or 
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with a high compression connection using a hydraulic or electric 
compression tool to provide the correct circumferential pressure.  
Accessible connections above ground level and in test wells can be 
accomplished by mechanical clamping.

3.1.4   Grounding Electrodes

**************************************************************************
NOTE:   Wher e soi l  condi t i ons i ndi cat e def i ni t el y 
t hat  a gr ound r i ng el ect r ode wi l l  not  be r equi r ed,  
al l  r ef er ences t o a gr ound r i ng el ect r ode shoul d be 
del et ed f r om t he speci f i cat i ons.

I f  r equi r ed by soi l  condi t i ons,  sel ect  an al t er nat e 
met hod f or  gr oundi ng el ect r odes i n shal l ow soi l .   
Ut i l i ze NFPA 780 or  an al t er nat e met hod meet i ng t he 
i nt ent  of  NFPA 780.  Val i dat e by cal cul at i ons or  
hi st or i cal  dat a f or  s i t e condi t i ons.   Modi f y t he 
wor di ng bel ow as necessar y t o speci f y t he syst em 
design.

**************************************************************************

Extend driven ground rods vertically into the existing undisturbed earth 
for a distance of not less  3000 mm  10 feet .  Set ground rods not less than  
915 mm 3 feet  nor more than  2440 mm  8 feet , from the structure foundation, 
and at least beyond the drip line for the facility.  After the completed 
installation, measure the total resistance to ground using the 
fall-of-potential method described in IEEE 81 .  Maximum allowed resistance 
of a driven ground rod is [25] [_____] ohms, under normally dry conditions 
[when a ground ring electrode is not used].  Contact the Contracting 
Officer for direction on how to proceed when two of any three ground rods, 
driven not less than  3000 mm  10 feet  into the ground, a minimum of  3000 mm  
10 feet  apart, and equally spaced around the perimeter, give a combined 
value exceeding 50 ohms immediately after having driven.  [For ground ring 
electrode, provide continuous No. 1/0 bare stranded copper cable.  Lay 
ground ring electrode around the perimeter of the structure in a trench 
not less than  915 mm  3 feet  nor more than  2440 mm  8 feet  from the nearest 
point of the structure foundation, and at least beyond the drip line for 
the facility.  Install ground ring electrode to a minimum depth of  765 mm  
30 inches .  Install a ground ring electrode in earth undisturbed by 
excavation, not earth fill, and do not locate beneath roof overhang, or 
wholly under paved areas or roadways where rainfall cannot penetrate to 
keep soil moist in the vicinity of the cable.]

[_____]

[ 3.1.5   Grounding Plates

**************************************************************************
NOTE:   The use of  gr oundi ng pl at es i s an al l owed 
al t er nat i ve t o gr ound r ods i n ar eas wher e excessi ve 
r ock and sur f ace l edge i s encount er ed.

**************************************************************************

Provide a grounding plate for each down conductor.  Set grounding plates 
not less than  915 mm  3 feet  nor more than  2440 mm  8 feet , from the 
structure foundation, and at least beyond the drip line for the facility.  
Grounding plate is to be buried as deeply in the existing dirt as local 
conditions allow, without exceeding  3000 mm  10 feet  in depth.
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] 3.2   APPLICATIONS

3.2.1   Nonmetallic Exterior Walls with Metallic Roof

Bond metal roof sections together which are insulated from each other so 
that they are electrically continuous, having a surface contact of at least
 1935 square mm  3 square inches .

[ 3.2.2   Personnel Ramps and Covered Passageways

**************************************************************************
NOTE:   Per sonnel  r amps and cover ed passageways t hat  
ar e i n t he zone of  pr ot ect i on of  a l i ght ni ng 
pr ot ect i on syst em,  as def i ned by NFPA 780,  do not  
need addi t i onal  l i ght ni ng pr ot ect i on.   Pr ot ect  
per sonnel  r amps and cover ed passageways t hat  ar e 
out si de t he zone of  pr ot ect i on  wi t h l i ght ni ng 
pr ot ect i on conf or mi ng t o t he r equi r ement s f or  
bui l di ngs of  s i mi l ar  const r uct i on.   Sel ect  t he 
br acket ed opt i on i f  l i ght ni ng pr ot ect i on i s r equi r ed.

**************************************************************************

Place a down conductor and a driven ground at one of the corners where the 
ramp connects to each building or structure.  Connect down conductor and 
driven ground to the ground ring electrode or nearest ground connection of 
the building or structure.  Where buildings or structures and connecting 
ramps are clad with metal, separately bond the metal of the buildings and 
ramps to a down conductor as close to grade as possible.

] 3.3   INTERFACE WITH OTHER STRUCTURES

[ 3.3.1   Fences

**************************************************************************
NOTE:   Sel ect  t hi s br acket ed opt i on i f  met al  f ence 
and gat e syst ems ar e l ocat ed wi t hi n 6 f eet  of  t he 
l i ght ni ng pr ot ect i on syst em.

Coor di nat e wi t h Sect i on 33 71 02 UNDERGROUND 
ELECTRI CAL DI STRI BUTI ON f or  addi t i onal  el ect r i cal  
di st r i but i on syst em r equi r ement s.   Coor di nat e wi t h 
Section 32 31 13 CHAI N LI NK FENCES AND GATES,  f or  
f ence gr oundi ng r equi r ement s.   

**************************************************************************

Bond metal fence and gate systems to the lightning protection system 
whenever the fence or gate is within  1830 mm  6 feet  of any part of the 
lightning protection system in accordance with ANSI C2.

][ 3.3.2   Exterior Overhead Systems

**************************************************************************
NOTE:   Sel ect  t hi s br acket ed opt i on whenever  
over head syst ems ent er i ng t he f aci l i t y  ar e out si de 
t he zone of  pr ot ect i on.

**************************************************************************

Bond to the nearest down conductor as close to grade as possible.  This 
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includes overhead pipes, conduits, cable trays, or any other metallic 
objects on the exterior of the building that enter a building.  In 
addition, bond pipes, conduits, and cable trays to any metallic objects 
(such as steel structural support of air handling units or cooling towers) 
that are within  1830 mm  6 feet .

] 3.4   RESTORATION

Where sod has been removed, place sod as soon as possible after completing 
the backfilling.  Restore, to original condition, the areas disturbed by 
trenching, storing of dirt, cable laying, and other work.  Overfill to 
accommodate for settling.  Include necessary topsoil, fertilizing, liming, 
seeding, sodding, sprigging or mulching in any restoration.  Maintain 
disturbed surfaces and replacements until final acceptance.

3.5   FIELD QUALITY CONTROL

3.5.1   Lightning Protection and Grounding System Test

**************************************************************************
NOTE:   Use 25 ohms i n t he br acket ed opt i on unl ess  
t he speci f i c  f aci l i t y ,  such as a t el ecommuuni cat i ons 
f aci l i t y ,  r equi r es a l ower  val ue.

**************************************************************************

Test the lightning protection and grounding system to ensure continuity is 
not in excess of 1 ohm and that resistance to ground is not in excess of 
[25] [_____] ohms.  Provide documentation for the measured values at each 
test point.  Test the ground rod for resistance to ground before making 
connections to the rod.  Tie the grounding system together and test for 
resistance to ground.  Make resistance measurements in dry weather, not 
earlier than 48 hours after rainfall.  Include in the written report: 
locations of test points, measured values for continuity and ground 
resistances, and soil conditions at the time that measurements were made.  
Submit results of each test to the Contracting Officer.

        -- End of Section --
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**************************************************************************
NOTE:   Thi s gui de speci f i cat i on cover s t he 
r equi r ement s f or  under gr ound pi pi ng and bur i ed or  
submer ged st r uct ur e cat hodi c pr ot ect i on syst ems 
usi ng gal vani c anodes syst ems.

Adher e t o UFC 1-300-02  Uni f i ed Faci l i t i es Gui de 
Speci f i cat i ons ( UFGS)  For mat  St andar d when edi t i ng 
t hi s gui de speci f i cat i on or  pr epar i ng new pr oj ect  
speci f i cat i on sect i ons.   Edi t  t hi s gui de 
speci f i cat i on f or  pr oj ect  speci f i c  r equi r ement s by 
addi ng,  del et i ng,  or  r evi s i ng t ext .   For  br acket ed 
i t ems,  choose appl i cabl e i t em( s)  or  i nser t  
appr opr i at e i nf or mat i on.

Remove i nf or mat i on and r equi r ement s not  r equi r ed i n 
r espect i ve pr oj ect ,  whet her  or  not  br acket s ar e 
present.

Comment s,  suggest i ons and r ecommended changes f or  
t hi s gui de speci f i cat i on ar e wel come and shoul d be 
submi t t ed as a Criteria Change Request (CCR) .

**************************************************************************

**************************************************************************
NOTE:   The r equi r ement s f or  t he cat hodi c pr ot ect i on 
syst ems shoul d be det er mi ned by a cor r osi on engi neer  
f ol l owi ng t he cr i t er i a,  desi gn,  and i nst al l at i on 
r ecommendat i ons i ncl uded i n t he Nat i onal  Associ at i on 
of  Cor r osi on Engi neer s ( NACE)  St andar d SP0169 
Cont r ol  of  Ext er nal  Cor r osi on on Under gr ound or  
Submer ged Met al l i c  Pi pi ng Syst ems and ot her s l i s t ed 
i n t he speci f i cat i on.

**************************************************************************

**************************************************************************
NOTE:   The f ol l owi ng i nf or mat i on shoul d be on t he 
drawings:

1.  Locat i on of  al l  under gr ound pi pes and st r uct ur es.

2.  Locat i ons of  al l  anodes and t est  st at i ons.
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3.  Locat i ons of  al l  f l anges and uni ons.

4.  I nst al l at i on det ai l s f or  anodes and t est  st at i ons.

5.  Locat i on of  equi pment .

6.  Si ngl e- l i ne di agr ams el evat i ons,  l i mi t i ng 
di mensi ons,  and equi pment  r at i ngs whi ch ar e not  
cover ed i n t he speci f i cat i on.

7.  Remot e i ndi cat i ng or  cont r ol  r equi r ement s.
**************************************************************************

PART 1   GENERAL

1.1   REFERENCES

**************************************************************************
NOTE:   Thi s par agr aph i s used t o l i s t  t he 
publ i cat i ons c i t ed i n t he t ext  of  t he gui de 
speci f i cat i on.  The publ i cat i ons ar e r ef er r ed t o i n 
t he t ext  by basi c desi gnat i on onl y and l i s t ed i n 
t hi s par agr aph by or gani zat i on,  desi gnat i on,  dat e,  
and t i t l e.
 
Use t he Ref er ence Wi zar d' s Check Ref er ence f eat ur e 
when you add a Ref er ence I dent i f i er  ( RI D)  out si de of  
t he Sect i on' s Ref er ence Ar t i c l e t o aut omat i cal l y 
pl ace t he r ef er ence i n t he Ref er ence Ar t i c l e.   Al so 
use t he Ref er ence Wi zar d' s Check Ref er ence f eat ur e 
t o updat e t he i ssue dat es.
 
Ref er ences not  used i n t he t ext  wi l l  aut omat i cal l y 
be del et ed f r om t hi s sect i on of  t he pr oj ect  
speci f i cat i on when you choose t o r econci l e 
r ef er ences i n t he publ i sh pr i nt  pr ocess.

**************************************************************************

The publications listed below form a part of this specification to the 
extent referenced.  The publications are referred to within the text by 
the basic designation only.

AMERICAN SOCIETY OF MECHANICAL ENGINEERS (ASME)

ASME B1.1 (2003; R 2018) Unified Inch Screw Threads 
(UN and UNR Thread Form)

ASME B1.20.1 (2013; R 2018) Pipe Threads, General 
Purpose (Inch)

ASME B16.5 (2017) Pipe Flanges and Flanged Fittings 
NPS 1/2 Through NPS 24 Metric/Inch Standard

ASME B16.21 (2016) Nonmetallic Flat Gaskets for Pipe 
Flanges

ASME B16.25 (2017) Buttwelding Ends
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ASME B16.39 (2020) Standard for Malleable Iron 
Threaded Pipe Unions; Classes 150, 250, 
and 300

ASME B18.2.1 (2012; Errata 2013) Square and Hex Bolts 
and Screws (Inch Series)

ASME B18.2.2 (2015) Nuts for General Applications: 
Machine Screw Nuts, Hex, Square, Hex 
Flange, and Coupling Nuts (Inch Series)

ASTM INTERNATIONAL (ASTM)

ASTM A194/A194M (2018) Standard Specification for Carbon 
Steel, Alloy Steel, and Stainless Steel 
Nuts for Bolts for High-Pressure or 
High-Temperature Service, or Both

ASTM A307 (2014; E 2017) Standard Specification for 
Carbon Steel Bolts, Studs, and Threaded 
Rod 60 000 PSI Tensile Strength

ASTM B3 (2013) Standard Specification for Soft or 
Annealed Copper Wire

ASTM B8 (2011; R 2017) Standard Specification for 
Concentric-Lay-Stranded Copper Conductors, 
Hard, Medium-Hard, or Soft

ASTM B418 (2016) Standard Specification for Cast and 
Wrought Galvanic Zinc Anodes

ASTM B843 (2018) Standard Specification for 
Magnesium Alloy Anodes for Cathodic 
Protection

ASTM C94/C94M (2018) Standard Specification for 
Ready-Mixed Concrete

ASTM D1248 (2016) Standard Specification for 
Polyethylene Plastics Extrusion Materials 
for Wire and Cable

ASTM D2028/D2028M (2015) Cutback Asphalt (Rapid-Curing Type)

ASTM D3381/D3381M (2018) Standard Specification for 
Viscosity-Graded Asphalt Binder for Use in 
Pavement Construction

ASTM F1182 (2007; R 2019) Anodes, Sacrificial Zinc 
Alloy

INSTITUTE OF ELECTRICAL AND ELECTRONICS ENGINEERS (IEEE)

IEEE C2 (2017; Errata 1-2 2017; INT 1 2017) 
National Electrical Safety Code
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NACE INTERNATIONAL (NACE)

NACE SP0169 (2013) Control of External Corrosion on 
Underground or Submerged Metallic Piping 
Systems

NACE SP0285 (2011) External Corrosion Control of 
Underground Storage Tank Systems by 
Cathodic Protection

NATIONAL ELECTRICAL MANUFACTURERS ASSOCIATION (NEMA)

ANSI C119.1 (2016) Electric Connectors - Sealed 
Insulated Underground Connector Systems 
Rated 600 Volts

NEMA ICS 6 (1993; R 2016) Industrial Control and 
Systems:  Enclosures

NEMA RN 1 (2005; R 2013) Polyvinyl-Chloride (PVC) 
Externally Coated Galvanized Rigid Steel 
Conduit and Intermediate Metal Conduit

NEMA TC 2 (2013) Standard for Electrical Polyvinyl 
Chloride (PVC) Conduit

NATIONAL FIRE PROTECTION ASSOCIATION (NFPA)

NFPA 70 (2019; TIA 19-1; TIA 19-2; TIA 19-3; TIA 
19-4; ERTA 1 2019) National Electrical Code

U.S. DEPARTMENT OF DEFENSE (DOD)

MIL-I-1361 (1985; Rev C; Notice 1 1991) Instrument 
Auxiliaries, Electrical Measuring:  
Shunts, Resistors and Transformers

UNDERWRITERS LABORATORIES (UL)

UL 6 (2007; Reprint Sep 2019) UL Standard for 
Safety Electrical Rigid Metal Conduit-Steel

UL 44 (2018) UL Standard for Safety 
Thermoset-Insulated Wires and Cables

UL 83 (2017) UL Standard for Safety 
Thermoplastic-Insulated Wires and Cables

UL 486A-486B (2018) UL Standard for Safety Wire 
Connectors

UL 510 (2017) UL Standard for Safety Polyvinyl 
Chloride, Polyethylene and Rubber 
Insulating Tape

UL 514A (2013; Reprint Aug 2017) UL Standard for 
Safety Metallic Outlet Boxes

UL 514B (2012; Reprint Nov 2014) Conduit, Tubing 
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and Cable Fittings

[ 1.2   RELATED REQUIREMENTS

Sections [ 33 71 02  UNDERGROUND ELECTRICAL DISTRIBUTION], and, [ 26 20 00  
INTERIOR DISTRIBUTION SYSTEM], apply to this section except as modified 
herein.

] 1.3   SUBMITTALS

**************************************************************************
NOTE:   Revi ew Submi t t al  Descr i pt i on ( SD)  def i ni t i ons 
i n Sect i on 01 33 00 SUBMI TTAL PROCEDURES and edi t  
t he f ol l owi ng l i s t  t o r ef l ect  onl y t he submi t t al s 
r equi r ed f or  t he pr oj ect .

The Gui de Speci f i cat i on t echni cal  edi t or s have 
desi gnat ed t hose i t ems t hat  r equi r e Gover nment  
appr oval ,  due t o t hei r  compl exi t y or  cr i t i cal i t y,  
wi t h a " G" .   Gener al l y,  ot her  submi t t al  i t ems can be 
r evi ewed by t he Cont r act or ' s Qual i t y Cont r ol  
Syst em.    Onl y add a “ G”  t o an i t em,  i f  t he 
submi t t al  i s  suf f i c i ent l y i mpor t ant  or  compl ex i n 
cont ext  of  t he pr oj ect .

For  submi t t al s r equi r i ng Gover nment  appr oval  on Ar my 
pr oj ect s,  a code of  up t o t hr ee char act er s wi t hi n 
t he submi t t al  t ags may be used f ol l owi ng t he " G"  
desi gnat i on t o i ndi cat e t he appr ovi ng aut hor i t y.   
Codes f or  Ar my pr oj ect s usi ng t he Resi dent  
Management  Syst em ( RMS)  ar e:   " AE"  f or  
Ar chi t ect - Engi neer ;  " DO"  f or  Di st r i ct  Of f i ce 
( Engi neer i ng Di v i s i on or  ot her  or gani zat i on i n t he 
Di st r i ct  Of f i ce) ;  " AO"  f or  Ar ea Of f i ce;  " RO"  f or  
Resi dent  Of f i ce;  and " PO"  f or  Pr oj ect  Of f i ce.   Codes 
f ol l owi ng t he " G"  t ypi cal l y ar e not  used f or  Navy,   
Ai r  For ce,  and NASA pr oj ect s.

The " S"  f ol l owi ng a submi t t al  i t em i ndi cat es t hat  
t he submi t t al  i s  r equi r ed f or  t he Sust ai nabi l i t y  
eNot ebook t o f ul f i l l  f eder al l y mandat ed sust ai nabl e 
r equi r ement s i n accor dance wi t h Sect i on 01 33 29 
SUSTAI NABI LI TY REPORTI NG.   Locat e t he " S"  submi t t al  
under  t he SD number  t hat  best  descr i bes t he 
submi t t al  i t em.

Choose t he f i r st  br acket ed i t em f or  Navy,  Ai r  For ce 
and NASA pr oj ect s,  or  choose t he second br acket ed 
i t em f or  Ar my pr oj ect s.

**************************************************************************

Government approval is required for submittals with a "G" designation; 
submittals not having a "G" designation are [for Contractor Quality 
Control approval.][for information only.  When used, a designation 
following the "G" designation identifies the office that will review the 
submittal for the Government.]  Submittals with an "S" are for inclusion 
in the Sustainability eNotebook, in conformance to Section 01 33 29  
SUSTAINABILITY REPORTING.  Submit the following in accordance with Section 
01 33 00  SUBMITTAL PROCEDURES:

SECTION 26 42 13.00 20  Page 7



SD-02 Shop Drawings

Insulating flange sets

Anode junction boxes, bonding boxes and test stations

Joint bonds

SD-03 Product Data

Anodes ; G[, [_____]]

Anode junction boxes, bonding boxes, and test stations

Insulating flange sets

Dielectric unions

Wires

Cable and wire

Casings, insulation, and seals

Shunt resistors

Permanent reference electrodes ; G[, [_____]]

SD-07 Certificates

Qualifications of Corrosion Engineer ; G[, [_____]]

SD-10 Operation and Maintenance Data

Cathodic Protection System , Data Package 5; G[, [_____]]

  Submit in accordance with Section 01 78 23  OPERATION AND 
MAINTENANCE DATA.

SD-11, Closeout Submittals

Initial Cathodic Protection System Field Test Report ; G[, [_____]]

One Year Warranty Period Cathodic Protection System Field Test 
Report ; G[, [_____]]

Final Cathodic Protection System Field Test Report ; G[, [_____]]

1.4   Services of Corrosion Engineer

The Contractor shall obtain the services of a corrosion engineer to 
supervise, inspect and test the installation of the cathodic protection 
system(s).  Corrosion Engineer refers to a registered professional 
engineer with certification of licensing that includes education and 
experience in cathodic protection of buried or submerged metal structures, 
or a person accredited or certified by the National Association of 
Corrosion Engineers at the level of Corrosion Specialist or Cathodic 
Protection Specialist.  Such a person shall have not less than [three] 
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[five] [_____] years experience in the cathodic protection of underground 
[storage tanks] or submerged structures.  The contractor shall submit 
evidence of the qualifications of corrosion engineer  to the Contracting 
Officer for review and approval.

PART 2   PRODUCTS

2.1   ANODES

[ 2.1.1   Magnesium

**************************************************************************
NOTE:   The chemi cal  composi t i on l i s t ed i s f or  hi gh 
pot ent i al  anodes i n accor dance wi t h ASTM B843.  
Shoul d st andar d magnesi um anodes be consi der ed 
sui t abl e,  pr ovi de appr opr i at e chemi cal  composi t i on.   
Speci f y chemi cal  composi t i on whi ch wi l l  pr ovi de 
adequat e and economi cal  ser vi ce.   Thr ee di f f er ent  
gr ades ar e gener al l y avai l abl e.

**************************************************************************

[ ASTM B843] Chemical composition as follows:

Aluminum [0.01] [_____] percent maximum

Manganese [0.5 to 1.3] [_____] percent

Zinc [0] [_____] percent [maximum]

Silicon [0.05] [_____] percent [maximum]

Copper [0.02] [_____] percent maximum

Nickel [0.001] [_____] percent maximum

Iron [0.03] [_____] percent maximum

Other Impurities 0.05 percent each, 0.3 percent maximum total

Magnesium Remainder

a.  Bare anode weight:  [4.1] [7.72] [14.53] [_____] kg  [[9] [17] [32] 
[_____] pounds]  [not including core].

 
][ 2.1.2   [Cast] [Wrought] Zinc

[ ASTM B418, Type [I] [II].]  [ ASTM F1182.]  Bare anode weight:  [2.2] 
[13.62] [_____] kg  [5] [30] [_____] pounds  [not including core].

][ 2.1.3   Aluminum

Chemical composition as follows:
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Zinc [4.5] [_____] percent maximum

Indium [0.02] [_____] percent maximum

Silicon [0.01] [_____] percent maximum

Aluminum Remainder

Anode Weight  [_____] kg  [_____] pounds  not including core.

] 2.1.4   Anode Wires and Core

2.1.4.1   Anode Lead Wires

[ UL 83 , Type [TW] [THWN] [THHN]] [ ASTM D1248, Type HMWPE (High Molecular 
Weight Polyethylene)] [ UL 44 , Type RHW], [solid] [stranded] copper 
conductors, not less than [No. 12] [_____] AWG,  [3050] [6100] [_____] mm  
[10] [20] [_____] feet  long, [of sufficient length to extend to the 
accompanying junction box without splicing].  Anode lead wire shall be 
factory installed.  [Silver solder the lead wire to the anode core, and 
seal the soldered connection and recessed end of the anode with an 
[asphaltic] [epoxy] dielectric sealing compound.]  [Silver solder the lead 
wire to the protruding anode core, and completely seal the soldered 
connection with an [asphaltic] [epoxy] dielectric material.]  Dielectric 
material shall extend past the connection and cover the lead wire 
insulation by not less than  15 mm  1/2 inch .  [Cover the connection with 
heat shrinkable tubing.

] 2.1.4.2   Anode Core

Iron [galvanized steel] rod [pipe] [strap] [_____],  [3] [6.35] [12.7] mm 
diameter [_____] by [_____]  [1/8] [1/4] [1/2] inch diameter [_____] by 
[_____] .

2.1.5   Anode Backfill

Chemical composition as follows:

Hydrated gypsum: 75 percent

Bentonite clay: 20 percent

Sodium sulfate: 5 percent

Provide granular backfill with 100 percent passing through a  150 
micrometers  100 mesh  screen.  Provide prepackaged anode in a cloth bag 
containing the anode and backfill.  Center the anode in the firmly packed 
backfill using spacers.  Overall dimensions of the bagged  [7.72] [14.53] 
[_____] kg  [17] [32] [_____] pound  anode shall be  [165 by 432 mm] [203 by 
535 mm] [[_____] by [_____] mm]  [6.5 by 17 inches] [8 by 21 inches] 
[[_____] by [_____] inches]  with a total minimum weight of  [20.4] [33.6] 
[_____] kg  [45] [74] [_____] pounds nominal.
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2.2   ANODE JUNCTION BOXES, BONDING BOXES, AND TEST STATIONS

2.2.1   Flush Mounted Type

NEMA ICS 6 .  Metallic or non-metallic with terminal board, [5] [8] [_____] 
terminal posts [and lockable lid].  A non-metallic enclosure shall be 
molded of glass filled polycarbonate and urethane coated or ABS plastic 
[and mounted on a  500 mm  18 inch  length of PVC conduit].  The unit shall 
be of standard design, manufactured for use as a cathodic protection test 
station, complete with cover, terminal board, shunts, and brass or Type 
[304] [316] stainless steel hardware.  The terminal board shall be 
removable for easy access to wires.  [Provide traffic valve box capable of 
withstanding [H-20] [_____] traffic loads.]  The cover shall have a cast 
in legend "CP TEST."

2.2.2   Post Top Mounted Type

NEMA ICS 6 .  Metallic or non-metallic with terminal board, [5] [8] [_____] 
terminal posts and lockable lid.  A non-metallic enclosure shall be high 
impact strength molded plastic.  The unit shall be of standard design, 
manufactured for use as a cathodic protection test station, complete with 
cover, terminal board, shunts, and brass or Type [304] [316] stainless 
steel hardware.  The terminal board shall be removable for easy access to 
wires.  The test station shall be mounted atop  1830 mm  6 foot  long 
polyethylene conduit with anchor.

2.2.3   Wall Mounted Type

NEMA ICS 6 , Type [3R] [4X] [_____] enclosure with [clamped cover] [Type 
[304] [316] stainless steel hinges and [clamped] [latched] cover] [and 
padlocked hasp].  Enclosure shall be of [galvanized steel] [painted steel] 
[aluminum] [fiberglass] [non-metallic] construction with terminal board 
and labeled with nameplate.  Provide nameplate in accordance with Section 
26 20 00  INTERIOR DISTRIBUTION SYSTEM.  Enclosure mounting posts shall be 
[galvanized steel pipe,schedule [40] [80] [_____]], [wood post, full 
length pressure treated with pentachlorophenol] [as indicated].  Mount 
enclosure  1066 mm  42 inches  above finished grade [as indicated].

2.2.4   Terminal Boards

Provide terminal boards for anode junction boxes, bonding boxes, and test 
stations made of phenolic plastic  [3] [6] [_____] mm  [1/8] [1/4] [_____] 
inch  thick with dimensions as indicated.  Insulated terminal boards shall 
have the required number of terminals (one terminal required for each 
conductor).  Install solderless copper lugs and copper buss bars, shunts, 
and variable resistors on the terminal board as indicated.  Test station 
terminal connections shall be permanently tagged to identify each 
termination of conductors (e.g. identify the conductors connected to the 
protected structure, anodes, and reference electrodes).  Conductors shall 
be permanently identified by means of plastic or metal tags, or plastic 
sleeves to indicate termination.  [Each conductor shall be color coded as 
follows:

Anode lead wire: black
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Structure lead wire: white

Sodium sulfate: red

]

2.2.5   Shunt Resistors

[ MIL-I-1361 .]  [0.01] [_____] ohm, [6] [_____] ampere, accuracy plus or 
minus one percent, manganin wire type.

2.2.6   Pavement Insert

Pavement insert shall be a non-metallic flush type test station without 
terminal board, and shall allow a copper-copper sulfate reference 
electrode to contact the electrolyte beneath the pavement surface.  
[Provide traffic valve box capable of withstanding [H-20] [_____] traffic 
loads.]

2.2.7   Cast-In-Place Concrete

Flush mount type test stations, bonding boxes, and anode junction boxes 
shall be centered in a  460 by 460 by 102 mm  18 by 18 by 4 inch  concrete 
slab.  Concrete shall be  20 Mpa  3000 psi  minimum ultimate 28-day 
compressive strength with  25 mm  one inch  minimum aggregate conforming to [
ASTM C94/C94M] [Section 03 30 00  CAST-IN-PLACE CONCRETE].

2.3   PERMANENT REFERENCE ELECTRODES

Permanent reference electrodes  shall be [copper copper-sulfate] [silver 
silver-chloride] [zinc] specifically manufactured for [underground] 
[marine] use,  [32] [_____] mm  [1 1/4] [_____] inch  diameter, by  [255] 
[_____] mm  [10] [_____] inches  long, [plastic [_____] tube with an ion 
trap to minimize contamination of the cell] [, and a minimum surface 
sensing area of [_____] square centimeters [_____] square inches ].  [The 
cell shall be prepackaged by the manufacturer with a backfill material as 
recommended by the manufacturer.]  Provide cells with No. [10] [12] 
[_____] AWG, [RHW] [THHN] [_____] cable of sufficient length to extend to 
the [test station] [junction box] without splicing.  Reference electrodes 
shall have a minimum 15 year life, stability of plus or minus 5 millivolts 
under 3 microamp load, and an initial accuracy of plus or minus 10 
millivolts referenced to a calibrated portable reference electrode.

2.4   CABLE AND WIRE OTHER THAN ANODE LEAD WIRES

[ UL 83 , Type [TW] [THWN] [THHN]] [ ASTM D1248, Type HMWPE (High Molecular 
Weight Polyethylene)], [ UL 44 , Type RHW], [solid] [stranded] copper 
conductor, color coded and sized (based on AWG).  Copper wires shall 
conform to ASTM B3 and ASTM B8.  Lead wires terminating at a junction box 
or test station shall have a cable identification tag.  [Do not use bare 
copper wire for joint continuity bonds.]  Refer to paragraph 2.1.4 [_____] 
for anode lead wires.

2.5   CABLE AND WIRE IDENTIFICATION TAGS

[Laminated plastic material with black letters on a yellow background] 
[[Brass] [Stainless steel] material with engraved letters].  Print letters 
and numbers a minimum of  5 mm  3/16 inch  in size.  Provide identifier 
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legend [in accordance with the drawings] [_____].

2.6   WIRE CONNECTORS

UL 486A-486B .  [_____] [Solderless copper lugs]

2.7   UNDERGROUND SPLICES

Provide splices with a compression connector on the conductors, and 
insulation and waterproofing using one of the following methods which are 
suitable for continuous submersion in water and comply with ANSI C119.1 .

a.  Provide cast-type splice insulation by means of molded casting process 
employing a thermosetting epoxy resin insulating material applied by a 
gravity poured method or pressure injected method.  Provide component 
materials of the resin insulation in a packaged form ready for 
convenient mixing without removing from the package.

Gravity poured method shall employ materials and equipment contained in 
and approved commercial splicing kit which includes a mold suitable 
for the cables to be spliced.  When the mold is in place around the 
joined conductors, prepare the resin mix and pour into the mold.

b.  Provide [heavy wall] heat shrinkable splice insulation by means of a 
thermoplastic adhesive sealant material which shall be applied by a 
clean burning propane gas torch.

2.8   CONDUIT

[ UL 6 , rigid galvanized steel], [Outlet boxes: UL 514A  and fittings UL 514B , 
threaded hubs].  [Metallic conduit and fittings to be PVC coated in 
accordance with NEMA RN 1, Type A40], [ NEMA TC 2, Type EPC-40-PVC].

2.8.1   Buried Cable Warning and Identification Tape

Polyethylene tape, manufactured for warning and identification of buried 
cable and conduit.  Tape shall be  [75] [_____] mm  [3] [_____] inches  wide, 
[Yellow] [_____] in color and read "Caution Buried Cable Below" or 
similar.  Color and lettering shall be permanent and unaffected by 
moisture or other substances in backfill materials.

2.9   INSULATING TAPE

UL 510 .

2.10   INSULATING FLANGE SETS

**************************************************************************
NOTE:   On pr oj ect s havi ng pi pi ng i nst al l ed by 
Di v i s i on 2,  SI TEWORK and/ or  Di v i s i on 15,  MECHANI CAL,  
coor di nat e t he r equi r ement s f or  f l anges and uni ons 
wi t h t he appr opr i at e sect i on( s) .

**************************************************************************

Provide full-faced gaskets, insulating sleeves and washers, and steel 
washers.  Provide insulating flange sets rated for operation at the rated 
pressure and temperature.
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2.10.1   Gaskets

**************************************************************************
NOTE:   Do not  use asbest os mat er i al s.

**************************************************************************

ASME B16.21 .  [Neoprene faced phenolic] [Laminated phenolic] material for 
operation at  [_____] KPa, [232] [_____] degrees C  [_____] psi, [450] 
[_____] degrees F .

2.10.2   Insulating Washers and Sleeves

Two sets  3 mm  1/8 inch  [laminated phenolic] [_____] for operation at  [232] 
[_____] degrees C  [450] [_____] degrees F .  Insulating washers shall fit 
within the bolt facing on the flange over the outside of the fabric 
reinforced phenolic sleeve.

2.10.3   Washers

Steel, cadmium plated, to fit within the bolt facing on the flange.

2.11   STEEL FLANGES AND BOLTING

2.11.1   Steel Flanges

ASME B16.5 ,  [668 N] [1335 N]  [150 lb.] [300 lb.] .

2.11.2   Bolting

ASTM A307, Grade B for bolts; ASTM A194/A194M , Grade 2 for nuts.  
Dimensions:  ASME B18.2.1  for bolts, ASME B18.2.2  for nuts.  Threads: 
ASME B1.1 , Class 2A fit for bolts, Class 2B fit for nuts.  Bolts shall 
extend completely through the nuts and may have reduced shanks of a 
diameter not less than the diameter at the roof of threads.

2.12   DIELECTRIC UNIONS

**************************************************************************
NOTE:   On pr oj ect s havi ng pi pi ng i nst al l ed by 
Di v i s i on 2,  SI TEWORK and/ or  Di v i s i on 15,  MECHANI CAL,  
coor di nat e t he r equi r ement s f or  f l anges and uni ons 
wi t h t he appr opr i at e sect i on( s) .

**************************************************************************

ASME B16.39 , Class [1] [2] for dimensional, strength, and pressure 
requirements.  Insulation barrier shall limit galvanic current to one 
percent of the short-circuit current in a corresponding metallic joint.  
Provide insulating material impervious to [water] [oil] [gas].

2.13   EXOTHERMIC WELD KITS

Exothermic weld kits specifically designed by the manufacturer for welding 
the types of materials and shapes provided.

2.14   ELECTRICALLY INSULATING COATINGS

[Heat-shrinkable tape] [Conformable water tight sealant having dielectric 
strength not less than 15 kV for a  3 mm  1/8 inch  thick layer].
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2.15   CASING INSULATORS AND SEALS

Casing insulators shall have a minimum  [305] [_____] mm  [12] [_____] inch  
band width, [constructed of heat fused plastic coated steel] [_____] and 
multi-segmented to attach firmly around the pipe.  Casing end seals shall 
be S-shaped rubber seals with stainless steel straps.

PART 3   EXECUTION

3.1   INSTALLATION

[ NFPA 70 ] [ IEEE C2 ].

3.1.1   Anodes and Lead Wires

Provide [each] anode and lead wires as follows:

a.  Excavate hole to a minimum  75 mm  3 inches  larger than the packaged 
anode diameter,  [_____] mm  [_____] feet  deep.

b.  Excavate lead wire trench to  [610] [_____] mm  [24] [_____] inches  deep,
 [_____] mm  [_____] inches  wide.

c.  Do not lift or support anode by the lead wire.  Where applicable, 
remove manufacturer's plastic wrap/bag from the anode.  Exercise care 
to preclude damaging the cloth bag and the lead wire insulation.

d.  Center the packaged anode in the hole with native soil in layers not 
exceeding  150 millimeters  6 inches .  Hand tamp each layer to remove 
voids taking care not to strike the anode lead wire.  When the 
backfill is  150 millimeters  6 inches  above the top of the anode, pour 
not less than ten gallons of water into the hole to saturate the anode 
backfill and surrounding soil.  Anodes shall not be backfilled prior 
to inspection and approval by the Contracting Officer.

e.  Cover the lead wire trench bottom with a  75 mm  3 inch  layer of sand or 
stone free earth.  Center wire on the backfill layer, do not stretch 
or kink the conductor.  Place backfill over wire in layers not 
exceeding  150 mm  six inches  deep, compact each layer thoroughly.  Do 
not place tree roots, wood scrap, vegetable matter and refuse in 
backfill.  Place cable warning tape within  [450] [_____] mm  [18] 
[_____] inches  of finished grade, above cable and conduit.

f.  Connect anode lead wire(s) [to the test station terminal board(s)] 
[directly to the protected structure(s) by use of exothermic weld 
kit(s).  Clean the structure surface by scraping, filing or wire 
brushing to produce a clean, bright surface.  Weld connections using 
exothermic kit(s) in accordance with the kit manufacturer's 
instructions.  Check and verify adherence of the bond to the substrate 
for mechanical integrity by striking the weld with a  908 gram  2 pound  
hammer.  Cover connections with an electrically insulating coating 
[which is compatible with the existing coating on the structure]].  
Allow sufficient slack in the lead wire to compensate for movement 
during backfilling operation.

g.  Connect structure leads to structure by use of exothermic weld 
kit(s).  Clean the structure surface by scraping, filing or wire 
brushing to produce a clean, bright surface.  [Weld connections using 
exothermic kit(s) in accordance with the kit manufacturer's 
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instructions.]  Conform to the safety precautions of paragraph 3.1.2 
[_____] when welding around fuel facilities.  Check and verify 
adherence of the bond to the substrate for mechanical integrity by 
striking the weld with a  908 gram  2 pound  hammer.  Cover connections 
with an electrically insulating coating [which is compatible with the 
existing coating on the structure.]  Connect structure lead wires to 
the test station terminal board(s).

3.1.2   Safety Precautions For Welding Around Fuel Facilities

Contractor shall take proper safety precautions prior to and during 
welding to live fuel pipelines [tanks].  Contractor shall notify the 
activity Fuel Office via the Contracting Officer a minimum of three days 
before performing exothermic welding to live fuel lines.  Exothermic 
welding shall be conducted with fuel flowing through the pipeline to 
eliminate vapor spaces within the pipe and to dissipate the heat on the 
pipe.  Exothermic weld charges for connections to fuel lines shall be 
limited to a maximum 15 gram charge to prevent burning through the pipe 
wall.  Exothermic weld connections shall be spaced a minimum of  150 
millimeters  6 inches  apart.  In the event of an unsuccessful weld, the new 
weld location shall be located a minimum of  150 millimeters  6 inches  from 
the unsuccessful weld and any other existing welds.  Contractor shall 
obtain the services of a certified Marine Chemist or Certified Industrial 
Hygienist [to monitor the construction site during exothermic welding work 
and certify that the area is free of flammable vapors and otherwise safe 
for work.] [to approve the contractor's exothermic welding safety 
procedures.  Results of this consultation shall be included in the 
Contractor's Daily Report.]

3.1.3   Anode Junction Boxes

Provide junction boxes and mark each of the wires terminating in each box.

3.1.4   Bonding Boxes

Provide structure bonding boxes in locations [as indicated] [where the 
protected structure crosses or comes into close proximity to other metal 
structures that are unprotected or protected by its own electrically 
isolated cathodic protection system(s)].

3.1.5   Test Stations [and Permanent Reference Electrodes]

Provide test stations [and permanent reference electrodes] [as 
indicated.]  as follows: 

a.   At  [305] [_____] meters  [1000] [_____] foot  intervals.

b.   At all insulating joints.

c.   At both ends of casings.

d.   Where the pipe crosses any other metal pipes.

e.   Where the pipe connects to an existing piping system.

f.   Where the pipe connects to a dissimilar metal pipe.

Do not fill the bottom of the test station with concrete unless otherwise 
specified.  Do not place rubbish, scrap or other debris into the test 
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station.

3.1.5.1   Permanent Reference Electrode Calibration and Installation

Provide [prepackaged] [copper copper-sulfate] [silver-silver chloride] 
[zinc] reference electrode(s) as indicated in the drawings.  Prior to 
installation, soak the [prepackaged] reference electrode in a container of 
potable water for 30 minutes.  Do not use seawater [except for 
silver-silver chloride electrodes intended for use in seawater].  
Calibrate the permanent reference electrode in the presence of the 
contracting officer or his approved representative by measuring the 
potential difference between the permanent reference electrode and an 
independent (portable) calibrated reference electrode placed in the water 
adjacent to the permanent reference electrode.  [Potential differences 
between the two electrodes of the same generic type should not exceed [10] 
[15] millivolts when the [sensing windows of the] two electrodes being 
compared are not more than  2 mm  1/6 inch  apart but not touching.]  [Zinc 
permanent reference electrodes should be within the range of minus 1000 
to  minus 1150 millivolts when calibrated with an independent (portable) 
calibrated copper-copper sulfate reference electrode with the two 
electrodes being not more than  2 mm  1/6 inch  apart but not touching.]  
Permanent reference electrodes not within these potential differences 
shall be removed from the construction site by the end of the day and 
replaced at the contractor's expense.  [Prior to completely backfilling 
over reference electrodes, again verify the accuracy of the reference 
electrode.]  The testing provision shall also apply to replacement 
reference electrodes as well.

3.1.6   Insulating Flange Sets

[Provide insulating flange sets aboveground or within manholes as 
indicated].  [Locate insulating flanges on lines entering buildings at 
least  305 mm  12 inches  above grade or floor level.]  [Cut piping and 
provide flanges into place.  Carefully align flange bolt holes and weld 
flange to pipe in accordance with ASME B16.25 .]  [Electrically isolate 
pipelines entering buildings from the structure wall either below or above 
ground with an electrically isolating wall sleeve.]  Provide insulating 
flange sets into place without springing or forcing.  Carefully install 
flange bolt sleeves to avoid damage to the sleeves. [Cover insulating 
flanges with an electrically insulating coating.]

3.1.7   Dielectric Unions

[Cut pipe ends square, remove fins and burrs, cut taper pipe threads in 
accordance with ASME B1.20.1 .]  Provide insulating unions as indicated.  
Work piping into place without springing or forcing.  Apply joint compound 
or thread tape to male threads only.  Backing off to permit alignment of 
threaded joints shall not be permitted.  Engage threads so that not more 
than three threads remain exposed.  [Cover unions with an electrically 
insulating coating.]

3.1.8   Joint Bonds

Provide joint bonds on metallic pipe to and across buried flexible 
couplings, mechanical joints, flanged joints [except at places where 
insulating joints are specified] and joints not welded or threaded to 
provide electrical continuity.  Connect bond wire(s) to the structure(s) 
by use of exothermic weld kit(s).  Clean the structure surface by 
scraping, filing or wire brushing to produce a clean, bright surface.  
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[Weld connections using exothermic kits in accordance with the kit 
manufacturer's instructions.]  Check and verify adherence of the bond to 
the substrate for mechanical integrity by striking the weld with a  908 gram
 2 pound  hammer.  Cover connections with an electrically insulating 
coating [which is compatible with the existing coating on the structure].

3.1.9   Casings, Insulation, and Seals

Where the pipeline is installed in a casing under a roadway or railway, 
insulate the pipeline from the casing, and seal the annular space against 
intrusion of water.

3.1.10   Concrete

Concrete shall be  20 Mpa  3000 psi  minimum ultimate 28-day compressive 
strength with  25 mm  one inch  minimum aggregate conforming to [ ASTM C94/C94M
] [Section 03 30 00  CAST-IN-PLACE CONCRETE].

3.1.11   Reconditioning of Surfaces

3.1.11.1   Restoration of Sod

Restore unpaved surfaces disturbed during the installation of anodes and 
wires to their original elevation and condition.  Preserve sod and topsoil 
carefully and replace after the backfilling is completed.  Where the 
surface is disturbed in a newly seeded area, re-seed the area with the 
same quality and formula of seed as that used in the original seeding.

3.1.11.2   Restoration of Pavement

Repair pavement, sidewalks, curbs, and gutters where existing surfaces are 
removed or disturbed for construction.  Saw cut pavement edges.  Graded 
aggregate base course shall have a maximum aggregate size of  40 millimeters
 1 1/2 inches .  Prime base course with [liquid asphalt, ASTM D2028/D2028M , 
Grade RC-70] [_____] prior to paving.  Match base course thickness to 
existing but shall not be less than  150 millimeters  6 inches .  Asphalt 
aggregate size shall be  15 mm  1/2 inch  [_____], asphalt cement shall 
[conform to ASTM D3381/D3381M , Grade AR-2000] [_____].  Match asphalt 
concrete thickness to existing but shall not be less than  50 millimeters  2 
inches .  Repair portland cement concrete pavement, sidewalks, curbs, and 
gutters using  20.67 MPa  3,000 psi  concrete conforming to [ ASTM C94/C94M] 
[Section 03 30 00  CAST-IN-PLACE CONCRETE.]  Match existing pavement, 
sidewalk, curb, and gutter thicknesses.

3.2   FIELD QUALITY CONTROL

Field tests shall be witnessed by the Contracting Officer or his 
designated representative.  Advise the Contracting Officer [5] [_____] 
days prior to performing each field test.  Quality control for the 
cathodic protection system  shall consist of the following:

a.  Initial field testing by the contractor upon construction.

b.  Government Field Testing after Contractor initial field test report 
submission.

c.  Warranty period field testing by the Contractor.

d.  Final field testing by the contractor after one year of service.
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**************************************************************************
NOTE:   Addi t i onal  t est i ng may be r equi r ed based upon 
t he speci f i c  pr oj ect  or  desi gn.   Al l  t est s l i s t ed 
bel ow may not  be r equi r ed.   Desi gner  shoul d consi der  
t he pr oj ect  r equi r ement s f or  sel ect i on of  t est  
pr ocedur es.   Speci f y 30 days not i ce f or  l ar ge 
syst ems t o al l ow t he Gover nment  cor r osi on engi neer  
t o be on- si t e dur i ng t he i ni t i al  and f i nal  f i el d 
t est i ng of  t he cat hodi c pr ot ect i on syst ems.  

**************************************************************************

3.2.1   Testing

3.2.1.1   Non-Destructive Testing of Anodes

Contractor shall perform the tests in the presence of the Contracting 
Officer.  One anode of each type shall be chosen at random for 
non-destructive testing and shall be submerged in a container of fresh 
water for about 30 minutes.  Contractor shall then measure the 
anode-to-water potential difference between a calibrated copper-copper 
sulfate reference electrode.  Potential differences should generally be 
within the following ranges:

                     minus 1.0 to minus 1.15 Volts

High potential Magnesium minus 1.65 to minus 1.75 Volts

Standard Magnesium minus 1.4 to minus 1.5 Volts

Zinc minus 1.0 to minus 1.15 Volts

[ Failure of the test anode to conform to this specification can be cause 
for rejecting all anodes from the same lot as the test anode.  The 
contractor shall mark all rejected anodes on the ends with a  150 millimeter
 6 inch  high "X" using yellow spray paint.  Failed anodes shall be removed 
from the job site by the end of the day.  The contractor shall replace any 
rejected anodes at his expense.  The destructive testing provision shall 
also apply to replacement anodes as well.

] 3.2.1.2   Destructive Testing of Anodes

Contractor shall perform the tests in the presence of the Contracting 
Officer.  Contractor shall include the cost of an additional anode [of 
each different type] with the longest lead wire for the destructive test 
in his bid.  One completed [prepackaged] anode of each type with lead 
wires shall be chosen at random for destructive testing and shall be 
submitted to a static pull test.  Anode wire connections shall have 
sufficient strength to withstand a minimum tensile load of  [136] [_____] kg
 [300] [_____] pounds .  [The anode shall also be cut into sections and/or 
broken with a sledge hammer to verify conformance with this 
specification.  Such items as anode-to-wire connection, complete 
encapsulation of the wire connector, and wire to anode electrical 
resistance shall be checked.]  [Failure of the test anode to conform to 
this specification can be cause for rejecting all anodes from the same lot 
as the test anode.  The contractor shall mark all rejected anodes on the 
ends with a  150 millimeter  6 inch high "X" using yellow spray paint.  
Failed anodes shall be removed from the job site by the end of the day.  
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The contractor shall replace any rejected anodes at his expense.  The 
destructive testing provision shall also apply to replacement anodes as 
well.]

3.2.1.3   Initial Cathodic Protection System Field Testing

Systems shall be tested and inspected by the Contractor's corrosion 
engineer in the presence of the Contracting Officer's corrosion protection 
engineer or an approved representative.  Record test data, including date, 
time, and locations of testing and submit report to the Contracting 
Officer.  Contractor shall correct and retest, at his expense, 
deficiencies in the materials and installation observed by these tests and 
inspections.  Testing shall include the following measurements.

a.  Base potential tests:  At least [one week] [24 hours] [_____]  after 
[backfilling of the pipe] [installation of structure to be protected] 
[initial operation of structures containing fluids] and installation 
of the anodes, but before connection of anodes to the structure, 
measure base (native) structure-to-electrolyte potentials of the [pipe 
[and casings]] [structure].  Perform measurements at anode junction 
boxes, test stations and other locations suitable for test purposes 
(such as service risers or valves), at intervals not exceeding  [30] 
[120] [_____] meters  [100] [400] [_____] feet  [with readings at each 
end point and the midpoints as a minimum]. The locations of these 
measurements shall be identical to the locations specified for 
potential measurements with anodes connected.  Use the same measuring 
equipment that is specified for measuring protected potential 
measurements.  

[For underground storage tanks, take a minimum of three measurements with 
the reference electrode located as follows:

(1)  Directly over the longitudinal and transverse centerlines of the 
tank at intervals not exceeding the diameter of the tank and to a 
distance from the tank of two times the tank diameter.

(2)  At points directly around the circumference of the tank.]

(a)  Permanent reference electrode calibration:  Verify 
calibration of the reference electrode by measuring the potential 
difference between the permanent reference electrode and an 
independent (portable) calibrated reference electrode placed in 
the soil or water adjacent to or as close as practicable to the 
permanent reference electrode.  [Potential differences between the 
two electrodes of the same generic type should not exceed [10] 
[15] millivolts.]  [Zinc permanent reference electrodes should be 
within the range of minus 1000 to minus 1150 millivolts when 
calibrated with a copper-copper sulfate reference electrode.]  
Permanent reference electrodes not within these potential 
differences shall be removed from the construction site by the end 
of the day and replaced at the contractor's expense.  The testing 
provision shall also apply to replacement reference electrodes as 
well.

(b)  Insulation joint testing:  Perform insulation testing at each 
insulating joint or fitting [prior to burying the joint or 
fitting] before and after the connection of anodes to the pipe at 
[anode junction box] [test station].  Before connection, test 
using an insulation checker.  After connection, test by measuring 
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the potential shift on both sides of the insulating joint.  These 
tests shall demonstrate that no metallic contact or short circuit 
exists between the two insulated sections of the pipe.  Report and 
repair defective insulating flanges at the Contractor's expense.

(c)  Electrical continuity testing:  Perform electrical continuity 
testing for joint bonded pipe prior to backfilling of the pipe. 
[Circulate current through the pipe and compare the measured 
resistance to the theoretical resistance of the pipe and bond 
cables.  The resistance measured shall not exceed 150 percent of 
the theoretical resistance.]

(d)  Pipe casing testing:  Before final acceptance of the 
installation, test the electrical insulation of the carrier pipe 
from casings and correct any short circuits.

(e)  Anode-to-soil potential and anode output testing:  Measure 
anode-to-soil potential of each anode with the anode disconnected 
[through the anode junction box].  After connecting the anodes to 
the pipe, measure current output of each anode [across the shunt 
installed].

(f)  Protected potential measurement tests:  With the entire 
galvanic protection system put into operation for at least [one 
week] [24 hours] [_____], measure potentials along the [pipeline 
[and at all casings]] [structure] using a portable [copper-copper 
sulfate] [silver-silver chloride] [and all permanent] reference 
electrodes and a voltmeter having an input impedance of not less 
than 10 megohm.  The locations of these measurements shall be 
identical to the locations used for the base potential 
measurements.

(g)  Interference testing:  Perform interference testing with 
respect to any crossing and nearby foreign pipes in cooperation 
with the owner of the foreign pipes.  The testing shall verify 
that the cathodic protection system does not have a deleterious 
effect on the foreign pipelines, and vice versa.  Prepare a full 
report of the tests giving all details including remedial actions 
taken or recommendations to correct noted interference problems.

3.2.1.4   Initial Cathodic Protection System Field Test Report

The contractor shall submit a field test report of the cathodic protection 
system.  All structure-to-electrolyte measurements, including initial 
potentials and anode outputs, shall be recorded on applicable forms.  
Identification of test locations, test station and anode test stations 
shall coordinate with the as-built drawings and be provided on system 
drawings included in the report.  The contractor shall locate, correct, 
and report to the Contracting Officer any short circuits encountered 
during the checkout of the installed cathodic protection system.

**************************************************************************
NOTE:   The r equi r ement s of  par agr aph ent i t l ed 
" Gover nment  Fi el d Test i ng"  ar e r equi r ed f or  cat hodi c 
pr ot ect i on pr oj ect s i n t he NAVFAC LANT ar ea.   The 
desi gner  shoul d ver i f y t hei r  appl i cabi l i t y  t o 
pr oj ect s out si de t he NAVFAC LANT ar ea wi t h t he 
appr opr i at e EFD cor r osi on pr ogr am manager .

**************************************************************************
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3.2.1.5   Government Field Testing

The government corrosion [engineer, NAVFAC LANT Code 404] [program 
manager, NAVFAC LANT Code 1614C] shall review the Contractor's initial 
field testing report.  Approximately four weeks after receipt of the 
Contractor's initial test report, the system will be tested and inspected 
in the Contractor's presence by the government corrosion [engineer, NAVFAC 
LANT Code 404] [program manager, NAVFAC LANT Code 1614C].  The Contractor 
shall correct, at his expense, materials and installations observed by 
these tests and inspections to not be in conformance with the plans and 
specifications.  The Contractor shall pay for all retesting done by the 
government engineer made necessary by the correction of deficiencies.

**************************************************************************
NOTE:   For  cat hodi c pr ot ect i on pr oj ect s i n t he 
NAVFAC LANT ar ea,  sel ect  t he appr opr i at e NAVFAC LANT 
opt i ons f or  par agr aphs ent i t l ed " One Year  War r ant y 
Per i od Test i ng"  and " Fi nal  Fi el d Test i ng. "

**************************************************************************

3.2.1.6   One Year Warranty Period Testing

The Contractor shall inspect, test, and adjust the cathodic protection 
system [quarterly] [semi-annually] [_____] for one year, [4] [2] [_____] 
interim inspections total, to ensure its continued conformance with the 
criteria outlined below.  The performance period for these tests shall 
commence upon the completion of all cathodic protection work, including 
changes required to correct deficiencies identified during initial 
testing, and preliminary acceptance of the cathodic protection system by 
the Contracting Officer.  Copies of the One Year Warranty Period Cathodic 
Protection System Field Test Report , including field data, and certified 
by the Contractor's corrosion engineer shall be submitted to the 
Contracting Officer, the activity, and the geographic Engineering Field 
Division corrosion [protection program manager] [engineer, NAVFAC LANT 
Code 404] [protection program manager, NAVFAC LANT Code 1614C].

3.2.1.7   Final Field Testing

Conduct final field testing of the cathodic protection system utilizing 
the same procedures specified under, "Initial Field Testing of the 
Galvanic Cathodic Protection Systems".  The Contractor shall inspect, 
test, and adjust the cathodic protection system after one year of 
operation to ensure its continued conformance with the criteria outlined 
below.  The performance period for these tests shall commence upon 
preliminary acceptance for the cathodic protection system by the 
Contracting Officer.  Copies of the Final Cathodic Protection System Field 
Test Report , certified by the Contractor's corrosion engineer shall be 
submitted to the Contracting Officer and the geographic Engineering Field 
Division corrosion [protection program manager] [engineer, NAVFAC LANT 
Code 404] [protection program manager, NAVFAC LANT Code 1614C] for 
approval, and as an attachment to the operation and maintenance manual in 
accordance with Section 01 78 23  OPERATION AND MAINTENANCE DATA.

3.2.2   Criteria for Cathodic Protection

Conduct in accordance with [ NACE SP0169] [ NACE SP0285].  Criteria for 
determining the adequacy of protection shall be selected by the corrosion 
engineer as applicable:
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**************************************************************************
NOTE:   The f ol l owi ng cr i t er i a ar e appl i cabl e onl y t o 
i r on and st eel  st r uct ur es.   Ref er  t o NACE SP0169 f or  
appr opr i at e cr i t er i a f or  ot her  met al  st r uct ur es.   
Not  al l  cr i t er i a may be r eadi l y appl i cabl e t o t he 
t ype of  CP syst em( s)  bei ng desi gned,  and t he 
desi gner  shoul d sel ect  onl y t he appl i cabl e cr i t er i a.

**************************************************************************

a.  A negative voltage of at least 0.85 volt (850 millivolts) as measured 
between the structure surface and a saturated copper- copper sulfate 
reference electrode contacting the earth [electrolyte].  Determination 
of this voltage is to be made with the protective current applied to 
the [structure] [tank] [pipeline] for a minimum of [24] [_____] 
hours.  Voltage drops must be considered for valid interpretation of 
this voltage measurement.  The method of voltage drop consideration 
shall be identified by the Contractor's corrosion engineer and 
approved by the Government corrosion engineer.

b.  A negative polarized potential of at least 0.85 volt (850 millivolts) 
as measured between the structure surface and a saturated 
copper-copper sulfate reference electrode contacting the earth 
[electrolyte].  Determination of this voltage is to be made after the 
protective current has been applied to the [structure] [tank] 
[pipeline] for a minimum of [24] [_____] hours.

c.  A minimum polarization voltage shift of 100 mV measured between the 
structure surface and a saturated copper-copper sulfate reference 
electrode contacting the earth [electrolyte].  This voltage shift 
shall be determined by interrupting the protective current and 
measuring the polarization decay.  At the instant the protective 
current is interrupted ("instant off"), an immediate voltage shift 
will occur.  The voltage reading just after the immediate shift shall 
be used as the base reading from which to measure the polarization 
decay.  The polarization decay shall be the difference between the 
base reading and a voltage measurement made [24] [48] [_____] hours 
after the interruption of protective current.

3.3   DEMONSTRATION

3.3.1   Instructing Government Personnel

**************************************************************************
NOTE:   Ther e ar e r est r i ct i ons on t he t ype and ext ent  
of  t r ai ni ng.   Tr ai ni ng i s usual l y on- si t e,  2 days or  
l ess.   Fact or y r epr esent at i ves or  ot her s pr ovi de 
basi c i nst r uct i ons t o f aci l i t y  mai nt enance and 
oper at i on per sonnel .   I f  mor e ext ensi ve t r ai ni ng i s 
r equi r ed,  i . e. ,  st udent  t r avel ,  speci al  consul t ant s,  
et c. ,  consul t  t he Cont r act  Di v i s i on Di r ect or  and t he 
head of  t he Compt r ol l er  Depar t ment  f or  assi st ance.

**************************************************************************

During the warranty testing and at a time designated by the Contracting 
Officer, make available the services of a technician regularly employed or 
authorized by the manufacturer of the Cathodic Protection System for 
instructing Government personnel in the proper operation, maintenance, 
safety, and emergency procedures of the Cathodic Protection System.  The 
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period of instruction shall be not less than [one] [_____] but not more 
than [two] [_____] 8-hour working day[s].  Conduct the training at the 
jobsite or at another location mutually satisfactory to the Government and 
the Contractor.  The field instructions shall cover all of the items 
contained in the operation and maintenance manual.

3.4   SCHEDULE

Some metric measurements in this section is based on a mathematical 
conversion of an English unit measurement, and not on metric measurement 
commonly agreed upon by the manufacturers or other parties.  The English 
and metric units for the measurements shown are as follows:

Products English Units Metric Units

 a.  Reference Electrodes

Diameter 1 1/4 inches 32 mm

Length 10 inches 255 mm

b.  Warning Tape Width 3 inches 75 mm

        -- End of Section --
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**************************************************************************
NOTE:   Thi s gui de speci f i cat i on cover s t he 
r equi r ement s f or  el ect r i cal  syst em and equi pment  
gr oundi ng i ncl udi ng gr ound r ods,  gr oundi ng 
conduct or s,  connect or s,  and ot her  accessor i es.   Thi s 
sect i on excl udes i nst r ument at i on and st at i c 
gr oundi ng syst ems.

Ensur e dr awi ngs show pl an l ayout  of  each gr oundi ng 
el ect r ode,  gr ound mat ,  gr ound gr i d,  subst at i on 
gr ound bus,  i nt er connect i ng gr oundi ng conduct or ,  and 
t ap connect i ons t o st eel  bui l di ng col umns and 
out door  el ect r i cal  equi pment .   Ensur e t hat  det ai l  
dr awi ngs of  gr ound mat s and gr ound gr i ds show;  
conf i gur at i on,  gr ound r od spaci ngs,  i nt er connect i ng 
cabl e and t ap connect i ons t o subst at i on yar d f ence,  
subst at i on gr ound bus,  and i nt er i or  equi pment .

When gr oundi ng syst ems as shown f ai l  t o achi eve t he 
desi r ed measur ed r esi st ance t o gr ound,  addi t i onal  
gr ound r ods may be r equi r ed.

Adher e t o UFC 1-300-02  Uni f i ed Faci l i t i es Gui de 
Speci f i cat i ons ( UFGS)  For mat  St andar d when edi t i ng 
t hi s gui de speci f i cat i on or  pr epar i ng new pr oj ect  
speci f i cat i on sect i ons.   Edi t  t hi s gui de 
speci f i cat i on f or  pr oj ect  speci f i c  r equi r ement s by 
addi ng,  del et i ng,  or  r evi s i ng t ext .   For  br acket ed 
i t ems,  choose appl i cabl e i t em( s)  or  i nser t  
appr opr i at e i nf or mat i on.

Remove i nf or mat i on and r equi r ement s not  r equi r ed i n 
r espect i ve pr oj ect ,  whet her  or  not  br acket s ar e 
present.

Comment s,  suggest i ons and r ecommended changes f or  
t hi s gui de speci f i cat i on ar e wel come and shoul d be 
submi t t ed as a Criteria Change Request (CCR) .

**************************************************************************
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PART 1   GENERAL

**************************************************************************
I f  Li ght i ng Pr ot ect i on i s r equi r ed as par t  of  t he 
pr oj ect  i ncl ude Sect i on 26 41 00 LI GHTNI NG 
PROTECTI ON SYSTEMS and i ncl ude r ef er ence i n second 
paragraph.

**************************************************************************

[ Section 26 20 00  INTERIOR DISTRIBUTION SYSTEM applies to work specified in 
this section.

][ Section 26 41 00  LIGHTNING PROTECTION SYSTEMS applies to work specified in 
this section.

] 1.1   REFERENCES

**************************************************************************
NOTE:   Thi s par agr aph i s used t o l i s t  t he 
publ i cat i ons c i t ed i n t he t ext  of  t he gui de 
speci f i cat i on.   The publ i cat i ons ar e r ef er r ed t o i n 
t he t ext  by basi c desi gnat i on onl y and l i s t ed i n 
t hi s par agr aph by or gani zat i on,  desi gnat i on,  dat e,  
and t i t l e.

Use t he Ref er ence Wi zar d' s Check Ref er ence f eat ur e 
when you add a Ref er ence I dent i f i er  ( RI D)  out si de of  
t he Sect i on' s Ref er ence Ar t i c l e t o aut omat i cal l y 
pl ace t he r ef er ence i n t he Ref er ence Ar t i c l e.   Al so 
use t he Ref er ence Wi zar d' s Check Ref er ence f eat ur e 
t o updat e t he i ssue dat es.

Ref er ences not  used i n t he t ext  wi l l  aut omat i cal l y 
be del et ed f r om t hi s sect i on of  t he pr oj ect  
speci f i cat i on when you choose t o r econci l e 
r ef er ences i n t he publ i sh pr i nt  pr ocess.

**************************************************************************

The publications listed below form a part of this specification to the 
extent referenced.  The publications are referred to within the text by 
the basic designation only.

AMERICAN WELDING SOCIETY (AWS)

AWS A3.0M/A3.0 (2020) Standard Welding Terms and 
Definitions

AWS A5.8/A5.8M (2019) Specification for Filler Metals for 
Brazing and Braze Welding

AWS B2.1/B2.1M (2014; Errata 2015) Specification for 
Welding Procedure and Performance 
Qualification

ASTM INTERNATIONAL (ASTM)

ASTM B3 (2013) Standard Specification for Soft or 
Annealed Copper Wire
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ASTM B8 (2011; R 2017) Standard Specification for 
Concentric-Lay-Stranded Copper Conductors, 
Hard, Medium-Hard, or Soft

ASTM B187/B187M (2016) Standard Specification for Copper, 
Bus Bar, Rod and Shapes and General 
Purpose Rod, Bar and Shapes

INSTITUTE OF ELECTRICAL AND ELECTRONICS ENGINEERS (IEEE)

IEEE 81 (2012) Guide for Measuring Earth 
Resistivity, Ground Impedance, and Earth 
Surface Potentials of a Ground System

IEEE C2 (2017; Errata 1-2 2017; INT 1 2017) 
National Electrical Safety Code

NATIONAL AERONAUTICS AND SPACE ADMINISTRATION (NASA)

RCBEA GUIDE (2004) NASA Reliability Centered Building 
and Equipment Acceptance Guide

NATIONAL ELECTRICAL MANUFACTURERS ASSOCIATION (NEMA)

ANSI/NEMA GR 1 (2007) Grounding Rod Electrodes and 
Grounding Rod Electorode Couplings

NATIONAL FIRE PROTECTION ASSOCIATION (NFPA)

NFPA 70 (2019; TIA 19-1; TIA 19-2; TIA 19-3; TIA 
19-4; ERTA 1 2019) National Electrical Code

NFPA 780 (2017) Standard for the Installation of 
Lightning Protection Systems

TELECOMMUNICATIONS INDUSTRY ASSOCIATION (TIA)

TIA-607 (2015c; Addendum 1 2017) Generic 
Telecommunications Bonding and Grounding 
(Earthing) for Customer Premises

U.S. DEPARTMENT OF DEFENSE (DOD)

MIL-STD-889 (2016; Rev C) Dissimilar Metals

UNDERWRITERS LABORATORIES (UL)

UL 467 (2013; Reprint Jun 2017) UL Standard for 
Safety Grounding and Bonding Equipment

UL 546 (2008) UL Outline of Investigation for 
Conductor Termination Compounds

1.2   SUBMITTALS

**************************************************************************
NOTE:   Revi ew Submi t t al  Descr i pt i on ( SD)  def i ni t i ons 
i n Sect i on 01 33 00 SUBMI TTAL PROCEDURES and edi t  
t he f ol l owi ng l i s t  t o r ef l ect  onl y t he submi t t al s 
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r equi r ed f or  t he pr oj ect .

The Gui de Speci f i cat i on t echni cal  edi t or s have 
desi gnat ed t hose i t ems t hat  r equi r e Gover nment  
appr oval ,  due t o t hei r  compl exi t y or  cr i t i cal i t y,  
wi t h a " G. "   Gener al l y,  ot her  submi t t al  i t ems can be 
r evi ewed by t he Cont r act or ' s Qual i t y Cont r ol  
Syst em.   Onl y add a “ G”  t o an i t em,  i f  t he submi t t al  
i s  suf f i c i ent l y i mpor t ant  or  compl ex i n cont ext  of  
t he pr oj ect .

For  submi t t al s r equi r i ng Gover nment  appr oval  on Ar my 
pr oj ect s,  a code of  up t o t hr ee char act er s wi t hi n 
t he submi t t al  t ags may be used f ol l owi ng t he " G"  
desi gnat i on t o i ndi cat e t he appr ovi ng aut hor i t y.   
Codes f or  Ar my pr oj ect s usi ng t he Resi dent  
Management  Syst em ( RMS)  ar e:   " AE"  f or  
Ar chi t ect - Engi neer ;  " DO"  f or  Di st r i ct  Of f i ce 
( Engi neer i ng Di v i s i on or  ot her  or gani zat i on i n t he 
Di st r i ct  Of f i ce) ;  " AO"  f or  Ar ea Of f i ce;  " RO"  f or  
Resi dent  Of f i ce;  and " PO"  f or  Pr oj ect  Of f i ce.   Codes 
f ol l owi ng t he " G"  t ypi cal l y ar e not  used f or  Navy,   
Ai r  For ce,  and NASA pr oj ect s.

 An " S"  f ol l owi ng a submi t t al  i t em i ndi cat es t hat  
t he submi t t al  i s  r equi r ed f or  t he Sust ai nabi l i t y  
eNot ebook t o f ul f i l l  f eder al l y mandat ed sust ai nabl e 
r equi r ement s i n accor dance wi t h Sect i on 01 33 29 
SUSTAI NABI LI TY REPORTI NG.   Locat e t he " S"  submi t t al  
under  t he SD number  t hat  best  descr i bes t he 
submi t t al  i t em.

Choose t he f i r st  br acket ed i t em f or  Navy,  Ai r  For ce 
and NASA pr oj ect s,  or  choose t he second br acket ed 
i t em f or  Ar my pr oj ect s.

**************************************************************************

Government approval is required for submittals with a "G" designation; 
submittals not having a "G" designation are [for Contractor Quality 
Control approval.][for information only.  When used, a designation 
following the "G" designation identifies the office that will review the 
submittal for the Government.]  Submittals with an "S" are for inclusion 
in the Sustainability eNotebook, in conformance to Section 01 33 29  
SUSTAINABILITY REPORTING.  Submit the following in accordance with Section 
01 33 00  SUBMITTAL PROCEDURES:

SD-03 Product Data

Ground Rods ; G[, [____]]

Ground Wires ; G[, [____]]

Connectors and Fasteners ; G[, [____]]

Test Wells ; G[, [____]]

Conductive Corrosion Inhibiting Compounds ; G[, [____]]

Ground Buses ; G[, [____]]
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SD-06 Test Reports

Bond Resistance Test ; G[, [____]]

Ground Resistance Tests ; G[, [____]]

Ground Isolation Test ; G[, [____]]

Equipment Continuity Test ; G[, [____]]

SD-07 Certificates

Ground Resistance Test Equipment ; G[, [____]]

Micro-Ohmmeter Test Equipment ; G[, [____]]

SD-11 Closeout Submittals

Record Drawings

1.3   QUALITY CONTROL

1.3.1   Regulatory Requirements

In each of the publications referred to herein, consider the advisory 
provisions to be mandatory, as though the word, "shall" had been 
substituted for "should" wherever it appears.  Interpret references in 
these publications to the "authority having jurisdiction," or words of 
similar meaning, to mean the Contracting Officer.  Ensure equipment, 
materials, installation, and workmanship are in accordance with the 
mandatory and advisory provisions of NFPA 70 , IEEE C2  unless more 
stringent requirements are specified or indicated.

1.3.2   Standard Products

Provide materials and equipment that are products of manufacturers 
regularly engaged in the production of such products which are of equal 
material, design and workmanship.  Provide products which have been in 
satisfactory commercial or industrial use for 2 years prior to bid 
opening.  Ensure the 2-year period includes applications of equipment and 
materials under similar circumstances and of similar size.  Ensure the 
product has been on sale on the commercial market through advertisements, 
manufacturers' catalogs, or brochures during the 2-year period.  Where two 
or more items of the same class of equipment are required, these items 
must be products of a single manufacturer.

1.3.3   Ground Resistance Test Equipment

Provide combination 3-point and 4-point type ground resistance test 
equipment specifically designed for grounding electrode resistance and 
soil resistivity tests. Submit proof of current equipment calibration with 
test equipment product data.

1.3.4   Micro-Ohmmeter Test Equipment

Perform [circuit and ]bond resistance tests using a micro-ohmmeter with 
the following characteristics:
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a.  Resistance range selectable and capable of measuring to 10 micro-Ohms 
using a minimum of 1 ampere of test current.

b.  Positive and negative test leads of the 2-wire balanced type.  
Provide both clamp and probe type connections to allow measurements 
across all bonded surfaces.  Provide long length balanced test lead to 
allow measurements from a bonding location to the nearest test well.

Submit proof of current equipment calibration with test equipment product 
data.

1.4   PREDICTIVE TESTING AND INSPECTION TECHNOLOGY REQUIREMENTS

**************************************************************************
NOTE:   The Pr edi ct i ve Test i ng and I nspect i on ( PT&I )  
t est s pr escr i bed i n Sect i on 01 86 26. 07 40 
RELI ABI LI TY CENTERED ACCEPTANCE FOR ELECTRI CAL 
SYSTEMS ar e MANDATORY f or  al l  NASA asset s and 
syst ems i dent i f i ed as Cr i t i cal ,  Conf i gur ed,  or  
Mi ssi on Essent i al .   I f  t he syst em i s non- cr i t i cal ,  
non- conf i gur ed,  and not  mi ssi on essent i al ,  use sound 
engi neer i ng di scr et i on t o assess t he val ue of  addi ng 
t hese addi t i onal  t est  and accept ance r equi r ement s.   
See Sect i on 01 86 26. 07 40 RELI ABI LI TY CENTERED 
ACCEPTANCE FOR ELECTRI CAL SYSTEMS f or  addi t i onal  
i nf or mat i on r egar di ng cost  f easi bi l i t y  of  PT&I .

**************************************************************************

This section contains systems and equipment components regulated by NASA's 
Reliability Centered Building and Equipment Acceptance Program.  This 
program requires the use of Predictive Testing and Inspection (PT&I) 
technologies in conformance with RCBEA GUIDE to ensure building equipment 
and systems have been installed properly and contain no identifiable 
defects that shorten the design life of a system and its components.  
Satisfactory completion of all acceptance requirements is required to 
obtain Government approval and acceptance of the work.

Perform PT&I tests and provide submittals as specified in Section 
01 86 26.07 40  RELIABILITY CENTERED ACCEPTANCE FOR ELECTRICAL SYSTEMS.

PART 2   PRODUCTS

Submit material, equipment, and fixture lists for grounding systems, 
including manufacturer's style or catalog numbers, specification and 
drawing reference numbers, warranty information, and fabrication site 
information.

2.1   MATERIALS

2.1.1   Ground Rods

Provide ground rods of [copper][copper-clad steel] conforming to UL 467  
and ANSI/NEMA GR 1 .  Ensure ground rods are not less than[  20 mm  3/4 inch  
in diameter and  3000 mm  10 feet  in length][as indicated].

Where ground rod length is greater than 3000 mm10 feet , provide sectional 
type ground rods with each section 3000 mm10 feet  in length.  Join 
sectional type ground rods using [threaded brass couplings][exothermic 
welding completely around both rod/coupling joints][threaded couplings 
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that are welded at the threaded joints].  Ensure ground rods have 
cone-shaped point on the end of the first section driven into the ground.

Provide ground rods and ground rod sections die-stamped near the top with 
the name or trademark of the manufacturer and the length of the segment in 
feet.

2.1.2   Ground Wires

2.1.2.1   Bare

Provide annealed bare copper, Class "B" stranded ground and bond wires in 
accordance with ASTM B8 for wires #4 AWG and larger and solid in 
accordance with ASTM B3 for wires #6 AWG and smaller.  Provide conductors 
with 98 percent conductivity and sized wires in accordance with the 
requirements of NFPA 70  and NFPA 780 .

2.1.2.2   Insulated

Ensure insulated conductors conform to the requirements of Section 
26 05 00.00 40  COMMON WORK RESULTS FOR ELECTRICAL.

Where installed in conduit as part of a complete circuit provide 
conductors with green insulation for sizes #8 AWG and smaller and with 
green phase tape at each end and in each junction box for sizes #6 AWG and 
larger.

2.1.2.3   Straps/Jumpers

Provide copper bonding straps and jumpers with a cross-sectional area of 
not less than  [4.12 millimeter diameter][as indicated]  [No. 6 AWG][as 
indicated] .  Ensure bonding straps and jumpers for shock-mounted devices 
with [pivot] [hinged] [swivel] joints are made of [flat] [tinned-copper] 
[woven-wire braid] [flexible stranded] wire.

2.1.3   Connectors and Fasteners

2.1.3.1   Exothermic Welds

Ensure the molds, materials and powder charges used to make exothermic 
welds are the standard product of a single manufacturer and listed by the 
manufacturer for use on the specific type, size, quantity and 
configuration of conductors to which the weld is applied.

2.1.3.2   Irreversible Compression Lugs

Provide irreversible compression lug type connectors manufactured from 
tin-plated copper and installed using a hydraulic compression tool and die 
to apply correct, uniformly distributed, circumferential pressure.  Ensure 
tools and dies are as recommended by the irreversible compression lug type 
connector manufacturer.  Use an embossing die code or other standard 
method to provide visible indication that a connector has been adequately 
compressed onto the conductor.  Apply irreversible compression lug type 
connectors in strict accordance with the manufacturer's written 
instructions and published installation instructions.  Use 2-hole lug type 
connectors for connections to NEMA cable pads and bus bars, and 
single-hole connectors otherwise.
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2.1.3.3   Mechanical

Provide split bolt and clamp style mechanical type connectors manufactured 
from [copper, ][copper alloy, ][or ][bronze,] listed by the manufacturer 
as suitable for direct burial use.  Ensure mechanical type connectors are 
applied in strict accordance with the manufacturer's published 
installation instructions.

2.1.3.4   Fasteners

Provide bolts, nuts, washers, lock washers, and associated fasteners used 
for grounding and bonding connections manufactured of [copper][bronze][tin 
plated tempered brass][stainless steel].  Where fasteners contact 
dissimilar metals, apply conductive oxide-inhibiting compound.

[ 2.1.4   Test Wells

Provide test wells that are H2O rated, precast reinforced concrete, 
[circular][rectangular], with open bottom and concrete or cast iron 
lid/frame.  Ensure test wells have inside dimensions of not less than [15 
inches wide by 22 inches long][12 inches in diameter] by 24 inches deep.  
Provide test well lid with cast "GROUND" legend.

] 2.1.5   Conductive Corrosion Inhibiting Compounds

Provide conductive corrosion inhibiting compounds UL Listed in accordance 
with UL 546 , listed by the manufacturer as suitable for the application, 
and suitable for all aluminum and copper conductor/connector 
applications.  Ensure conductive corrosion inhibiting compounds inhibit 
oxidation at the conductor/connector interface and have no deleterious 
effect on the conductor/connector metal or EPDM, natural rubber, or 
polyethylene insulating materials. [

Provide gritted conductive corrosion inhibiting compound that are
non-petroleum based and non-toxic, and contain conductive grit.  Ensure 
gritted conductive corrosion inhibiting compound is specified by the 
manufacturer for application to the conductor/connector interface of 
compression connectors.] [

Provide non-gritted conductive corrosion inhibiting compound that are 
non-petroleum based and non-toxic and contain no grit filler.  Ensure 
non-gritted conductive corrosion inhibiting compound is specified by the 
manufacturer for application to the conductor/connector interface of 
mechanical connectors such as bolted joints, flat-to-flat contact 
surfaces, terminal and lug tongues, and grooves of bolted parallel 
connectors or clamps.]

2.1.6   Ground Buses

Provide [electro-tin plated, ]solid copper ground buses conforming to 
ASTM B187/B187M  with minimum dimensions of 6 millimeters 0.25 inches  thick, 
100 millimeters 4 inches  wide, and 300 millimeters 12 inches  in length or as 
indicated. Ensure ground buses are equipped with two UL Recognized red 
1000V rated insulated standoffs and stainless steel mounting brackets.

Provide Telecommunications Main Ground Buses and Telecommunications Ground 
Buses in meeting the standards of TIA-607 .

Provide grounding buses with predrilled NEMA hole configuration as 
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indicated.

PART 3   EXECUTION

3.1   INSTALLATION

Install grounding systems in accordance with NFPA 70 , NFPA 780  and IEEE C2 , 
and as indicated.

Bond exposed non-current-carrying metallic parts of electrical equipment 
and metallic raceway systems to ground.   

Bond grounding conductors in metallic and non-metallic raceways to 
ground.  Make ground connections at equipment and to ground rods as 
indicated.  Interconnect all grounding media in or on the structure to 
provide a common ground potential.  This includes lightning protection, 
electrical service, telecommunications system grounds, as well as 
underground metallic piping systems.   

Bond wiring system neutrals to ground in accordance with the requirements 
of NFPA 70 .  Where ground fault protection is employed, ensure that 
connection of ground and neutral does not interfere with correct operation 
of fault protection. [ 

Counterpoise ground systems consist of a series of ground rods with a 
direct buried grounding conductor loop, configured to minimize the number 
of dead-ends, interconnecting the individual ground rods.  Provide ground 
rods in the locations indicated. ]

3.1.1   Ground Rods

**************************************************************************
NOTE:   I n l ocat i ons wher e exi st i ng under gr ound 
ut i l i t i es,  equi pment  or  st r uct ur es may be damaged,  
use t he wat er  j et t i ng met hod f or  gr ound r od 
installation.

**************************************************************************

[Install ground rods using a water jetting procedure.]

[ Install ground rods so that the top of the rod is  [100] [_____] millimeter  
[4] [_____] inches  above grade.

][ Install ground rods so that the top of the rod is not less than  [450] 
[_____] millimeter  [18] [_____] inches  below finished grade.

] 3.1.2   Conductors

Install bare or insulated conductors as indicated.  Install bare 
conductors where not specifically identified as bare or insulated except 
where installed in conduit with associated phase conductors.  Install 
insulated conductors in conduit with insulation of the same material as 
the associated phase conductors with which it is installed.

Provide straps/jumpers across joints subject to vibration.  Install 
strap/jumper such that vibration will not change its electrical 
characteristics. Apply strap/jumper to the metallic structure on each side 
of the joint; do not penetrate any adjacent parts.  Install straps/jumpers 
in areas that are accessible for maintenance. Install strap/jumper such 
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that it does not restrict the movement of the metallic structures to which 
it is connected.  Install strap/jumper such that it does not weaken the 
metallic structures to which it is attached.  Do not connect two or more 
straps/jumpers in series.

3.1.3   Counterpoise

Install  [11.7] [_____] millimeter diameter (No. [4/0] [_____] AWG)  No. 
[4/0] [_____] AWG  bare copper counterpoise grounding conductor direct 
buried outside of the structure drip line, within 600 to 1800 millimeters
24 to 72 inches  of the structure foundation, with a minimum of 450 
millimeters 18 inches  of earth cover.  Install counterpoise grounding 
conductor in earth undisturbed by excavation, not earth fill, and do not 
locate beneath roof overhang, or wholly under paved areas or roadways 
where rainfall cannot penetrate to keep soil moist in the vicinity of the 
conductor. 

Install ground rods vertically into the earth not less  3000 mm  10 feet  
with top of ground rod not less than  [450] [_____] millimeter  [18] 
[_____] inches  below finished grade.  Bond ground rods to counterpoise 
grounding conductor at intervals no less than 6 linear meters 20 linear feet
 nor greater than 12 linear meters 40 linear feet  of ground counterpoise 
cable.  

3.1.4   Ground Buses

Install ground busses in accordance with manufacturer's instructions.

3.1.5   Building Grounds

Install  [11.7] [_____] millimeter diameter (No. [4/0] [_____] AWG)  No. 
[4/0] [_____] AWG  bare copper ground conductor from [concrete encased 
foundation rebar][ and ][every corner column and intermediate exterior 
column] to counterpoise.  [Connect conductors to rebar using [mechanical 
connectors manufactured for such purpose][exothermic welds].  Install one 
conductor a minimum of every  [18,000] [_____] millimeter  [60] [_____] feet
 of concrete foundation perimeter.  ]Connect ground conductors to [columns 
and ]counterpoise using [mechanical connectors manufactured for such 
purpose][exothermic welds].

3.1.6   Equipment Grounding

Install ground systems for power, telecommunications, and 
instrumentation.  Independently connect each system to the building 
counterpoise.

3.1.6.1   Equipment and Enclosure Bonding

Bond each metallic enclosure and all electrical equipment to ground.  Make 
at least one copper connection from the system ground point to one or more 
enclosures in the area such that all enclosures and equipment provide a 
low-impedance path to ground when properly bonded together.

**************************************************************************
NOTE:   Thi s par agr aph speci f i es a " Case"  gr ound.   A 
Case gr ound i s wher e gr oundi ng i s cr i t i cal  such as 
f uel i ng ar eas,  pads,  et c.   A modi f i cat i on such as an 
of f i ce bui l di ng or  an admi ni st r at i ve ar ea woul d not  
r equi r e t he addi t i onal  gr ound.
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**************************************************************************

[ In addition to the green colored equipment grounding conductor required in 
each raceway and sized in accordance with Table 250.122 of NFPA 70 , bond 
each panelboard, switchboard enclosure, transformer housing, motor 
housing, disconnect, starter, and other electrical equipment, to the 
grounding system with a stranded copper conductor, routed external to the 
feeder raceway.

] Individually and directly connect indoor substations, transformers, 
switchboard frames, switchgear assemblies, motors, motor control centers, 
air compressors, air handlers, refrigerated air dryers, generators, frames 
and tracks of cranes, and [_____] to the building ground.  Ensure the 
current-carrying capacity of the grounding conductor is the same as the 
current-carrying capacity of the power conductors for circuits utilizing 
power lines size  [6.54] [_____] millimeter diameter (No. [2] [_____] AWG)  
No. [2] [_____] AWG  and smaller.  For circuits with power wiring larger 
than [6.54] [_____] millimeter diameter (No. [2] [_____] AWG)  No. [2] 
[_____] AWG , ensure the grounding conductor is in accordance with NFPA 70 .

3.1.6.2   Bonding of Conduit and Raceway Systems

Bond all metal conduit, fittings, junction boxes, outlet boxes, armored 
and metal sheathed cable, and other raceways.  Ensure adequate electrical 
contact at the joints and terminations.  Ensure metallic raceway systems 
have electrical continuity with equipment.  Individually and directly 
connect equipment to the building ground, independent of the raceway 
system.

For rigid metal conduit and terminations, ensure threaded connections are 
wrench-tight with no exposed threads.  Ream all ends of the conduit to 
remove burrs and rough edges.  Bond conduits entering boxes and enclosures 
to the box with [bonding-type locknuts, one outside and one inside.] 
[locknuts and grounding-type bushings.]  Locknuts that gouge into the 
metal box when tightened are not acceptable.

Conduit systems that are interrupted by PVC dielectric links are bonded 
separately on either side of the link.  Do not jumper the dielectric link.

Install flexible metal conduit with an integral grounding conductor.

3.1.6.3   Cable Tray Bonding

Bond cable tray sections together.  Cable tray sections in tandem assembly 
are considered as having electrical continuity when these sections are 
bonded with the appropriate bolts.  Install bond straps across expansion 
joints.  Bond cable trays to the building ground system.

3.1.7   Bonding Materials And Methods

Accomplish bonding of metal surfaces by [brazing] [welding] [clamping] 
[structural joining methods].

3.1.7.1   Brazing

Ensure brazing solder conforms to AWS A5.8/A5.8M  [_____].

SECTION 26 05 26.00 40  Page 13



3.1.7.2   Welding

Weld using the exothermic process with procedures conforming to 
AWS A3.0M/A3.0 , AWS B2.1/B2.1M , and manufacturer's recommendation.  Where 
dissimilar metals are to be joined via exothermic weld, follow the weld 
kit manufacturer's recommendations and published instructions.  Ensure 
connections between dissimilar metals do not produce galvanic action in 
accordance with MIL-STD-889 .

Use welding processes of the exothermic fusion type that makes a 
connection without corroding or loosening.  Ensure process joins all 
strands and does not cause the parts to be damaged or weakened.  Completed 
connection or joint is equal or larger in size than the conductors joined 
and has the same current-carrying capacity as the largest conductor.  
Paint the buried ground connections with a bitumastic paint.

3.1.7.3   Clamping

In external locations, use clamping only where a disconnect type of 
connection is required.  Connection device may utilize [spring-loaded 
jaws] [threaded fasteners].  Construct device such that positive contact 
pressure is maintained at all times.  Use machine bolts with [tooth-type] 
[spring-type] lockwashers.

3.1.7.4   Cleaning of Bonding Surfaces

Thoroughly clean surfaces that comprise the bond before joining.  Apply an 
appropriate abrasive with gentle and uniform pressure to ensure a smooth 
and uniform surface.  Do not remove excessive metal from the surface.  
Clean clad metals in such a manner that the cladding material is not 
penetrated by the cleaning process.  Then clean bare metal with an 
appropriate solvent to remove any grease, oil, dirt, corrosion 
preventives, and other contaminants.  Bond to the cleaned area within one 
hour after cleaning.  Seal joint and refinish the exposed surfaces within 
two hours of exposure to prevent oxidation.  When additional time is 
required, apply a corrosion preventive compound until the area can be 
refinished.

3.1.7.5   Protection of Finished Bonds

Protect finished bonds by painting to match the original finish after the 
bond is made.

3.2   FIELD QUALITY CONTROL

**************************************************************************
NOTE:   I f  t he speci f i ed syst em i s i dent i f i ed as 
cr i t i cal ,  conf i gur ed,  or  mi ssi on essent i al ,  use 
Section 01 86 26. 07 40 RELI ABI LI TY CENTERED 
ACCEPTANCE FOR ELECTRI CAL SYSTEMS t o est abl i sh 
pr edi ct i ve and accept ance t est i ng cr i t er i a.

**************************************************************************

Perform PT&I tests and provide submittals as specified in Section 
01 86 26.07 40  RELIABILITY CENTERED ACCEPTANCE FOR ELECTRICAL SYSTEMS.

[ The requirements of Section 26 08 00  APPARATUS COORDINATION, INSPECTION 
AND TESTING apply to this section.
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] Perform the following tests in the presence of the Contracting Officer.  
Furnish test equipment and personnel and submit written results of each 
test.  Notify the Contracting Officer at least 14 calendar working days 
prior to each test.

Submit written results of each test to Contracting Officer for review and 
approval.  Document each location where test is performed, the field 
conditions at the time of the test, the measured results of the test, and 
whether the measured results "PASSED" or "FAILED" relative to specified 
pass/fail performance criteria.  

Perform rework to correct FAILED conditions at no additional cost to the 
Government.

3.2.1   Bond Resistance Test

Resistance of any bond connection cannot exceed [0.5] [_____] milliohm.  
Rework bonds that exceed this resistance at no additional cost to the 
Government.

3.2.2   Ground Resistance Tests

Test grounding systems for ground resistance.  Total resistance from any 
point on the ground network to the building counterpoise cannot exceed 
[50] [_____] milliohms.

Make ground resistance and counterpoise tests during dry weather, and no 
sooner than [48] [_____] hours after rainfall.  Conduct tests using the 
ratio method that measures the ratio of the resistance to earth of an 
auxiliary test electrode to the series resistance of the electrode under 
test and a second auxiliary electrode.  Perform measurements in accordance 
with IEEE 81 .

3.2.3   Ground Isolation Test

Test ground systems for isolation from other ground systems.

3.2.4   Equipment Continuity Test

Test connection from electrical distribution equipment including 
panelboards, switchboards, transformers, substations, and motor control 
centers to counterpoise.  Measure and record the circuit resistance 
between electrical equipment ground connections and the counterpoise.  The 
circuit resistance shall not exceed [5][  ] Ohms.

3.3   CLOSEOUT ACTIVITIES

Submit record drawings  indicating the location of ground rods, mats, 
grids, building ground bus, supplementary grounding electrodes, steel 
building columns, and other metal structures connected to the grounding 
system.

        -- End of Section --
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